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Extremely Low Energy Design for
Army Buildings: Barracks

Richard Liesen, PhD Peter Ellis
Member ASHRAE Member ASHRAE
ABSTRACT

The 2007 Energy Independence and Security Act (EISA)
require that all new federal facilities be built fossil fuel free by
2030. This raises the bar considerably from the 2005 Energy
Policy Act, which required federal facilities be built to achieve
at least 30% energy savings over ASHRAE Standard 90.1 —
2004. On the trajectory towards the 2030 goal, buildings have
to meet 65% decrease of source energy from the Commercial
Building Energy Consumption Survey (CBECS) survey for the
building type specified. The EISA requirement is not a compar-
ison between a baseline and an energy efficient simulation, but
a direct comparison with the actual results from the final simu-
lation with the EISA target. This is not a delta percentage
comparison; itincludes total source energy and all the building
loads must be addressed and not left out of the calculation as
an unregulated portion of the building load. The result of the
study was guidance on how to reach a 60-80% energy use

reduction from Commercial Building Energy Consumption
Study (CBECS).

The 2005 Energy Policy Act requires that federal facil-
ities be built to achieve at least a 30% energy savings over
the 2004 ASHRAE Standard 90.1-2004. The Construction
Engineering Research Laboratory (CERL) of the U.S. Army
Corps of Engineers in collaboration with USACE HQ and
Centers of Standardization for respective building types,
subject matter expert (SME) contractors, and the DOE
National Renewable Energy Laboratory (NREL) partici-
pated in a study to recommend design guides to achieve the
Federal requirements for new buildings to be constructed
under the Military Transformation Program. The building
types included Unaccompanied Enlisted Personnel Housing
or UEPH, administrative buildings (e.g., a brigade head-

Alexander Zhivov, PhD
Member ASHRAE

Dale Herron
Member ASHRAE

quarters, and a company operation facility), a tactical equip-
ment maintenance facility, and a dining facility. This paper
presents the results of the energy analysis for the soldier
barracks (UEPH). It provides the baseline building selected
Jor the analysis and the modeling assumptions. As a result of
a computer analysis using EnergyPlus, the target energy
budgets are defined for all DOE 15 Climate Zones. Finally,
a recommended set of energy efficient solutions for each
climate zone is presented that shows the buildings limit as it
approached net zero ready. It shows potential energy savings
both on the building site and source energy when energy use
reduction is considered on a building-by-building basis. It
also shows further energy use reduction opportunities when
energy improvements are made with each building consid-
ered as a part of the building cluster or community.

INTRODUCTION

Globally, buildings contribute to a large fraction of the
world’s energy usage. In the United States alone, buildings
consume about 40% of total energy. The U.S. Army alone
spends more than $1 billion annually in building-related
energy expenses. The U.S. Army Energy Security Implemen-
tation Strategy sets the general direction for the U.S. Army
including elimination of energy waste in existing facilities,
increase in energy efficiency in new construction and renova-
tions, and reduced dependence on fossil fuels. The Army’s
long-term goal is to foster Net Zero/Low Energy Installations.
Through a combination of energy conservation, utilization of
waste energy including use of co- and tri-generation, and the
balance of the energy needs using energy from renewable
sources, we intend to produce as much as or more energy for
installations than what we consume over the course of 1 year.
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The U.S. 2005 Energy Policy Act (EPACT 2005) requires
that federal facilities be built to achieve at least a 30% energy
savings over the 2004 International Energy Code or ASHRAE
Standard 90.1-2004 as appropriate, and that energy efficient
designs must be life-cycle cost effective. In 2006-2008, the
U.S. Army Corps of Engineers (USACE) collaborated with
the National Renewable Energy Laboratory (NREL), and the
ASHRAE Military Technology Group (MTG) to develop
baseline and target energy budgets and design guides with a
prescriptive path for achieving EPACT 2005 energy goals and
the results of this study were published in the Whole Building
Design Guide website and the ASHRAE papers (ASHRAE
2009a, 2009b, 2009c¢).

The recently published USACE ECB-14-2010, which
requires the reduction of building site energy consumption
with new construction and major renovation projects by 40%
compared to a facility designed in accordance with ASHRAE
90.1-2007, is more stringent than (and thus supersedes)
EPACT 2005. According to the U.S. Energy Independence
and Security Act (EISA 2007), new federal buildings and
federal buildings undergoing major renovations shall be
designed to reduce energy consumption generated on- or off-
site using fossil fuels by 55% in 2010, 80% by 2020, and 100%
by 2030, as compared with such energy consumption by a
similar building in 2003.

The U.S. Army Engineer Research and Development
Center, Construction Engineering Research Laboratory of the
USACE, in collaboration with U.S. Department of Energy’s
(DOE) National Renewable Energy Laboratory, academia,
and private sector subject matter experts recently completed
an energy analysis (USACE, 2011) that evaluates potential site
and source energy use reduction in new buildings to be
constructed. The building types studied included a soldier
barracks, a brigade headquarters (administrative building), a
company operation facility, a maintenance facility, and a
dining facility. As a reference, the study used recent building
designs developed by USACE in collaboration with industry
experts and A&E firms. The study was conducted for repre-
sentative locations in 15 DOE identified climate zones in the
United States with building designs adapted to these climatic
conditions. This paper presents the results of the energy anal-
ysis for a typical Army barracks facility. It discusses energy
efficiency measures and combinations used to reduce both
internal and external loads on the building and overall energy
use. It shows potential energy savings both on the building site
and energy source when energy use reduction is considered on
a building-by-building basis. It also shows further energy use
reduction opportunities when energy improvements are made
with each building considered as a part of the building cluster
or community.

While the main purpose of this study was to comply with
the Energy Independence and Security Act (EISA) of 2007
target ofa 65 percent fossil fuel reduction by 2015 achieved by
reducing building energy consumption, the study simultane-
ously determined compliance with the energy performance

option of the American Society of Heating, Refrigerating and
Air-Conditioning (ASHRAE) Standard 189.1, which is based
on a 30 percent reduction of energy from ASHRAE 90.1-
2007, including plug loads. This study was to determine if the
EISA goals for 2015 could be met by energy efficiency
measures (EEMs) alone without impacting the current
mission of the building.

APPROACH

The approaches used during the study included a prelim-
inary meeting/charrettes with the COS (Center of Standard-
ization) for the five building types as well as integrated
schematic charrettes with COS representatives for each
professional discipline both before and after energy modeling
was completed. A lead Cost Estimator worked with the COS
estimators and the U.S. Army Engineer Research and Devel-
opment Center/Construction Engineering Research Labora-
tory (ERDC/CERL) to assess what study findings may be
incorporated under current project programming and how
much additional funding will be necessary to incorporate all
study findings into each facility type for the FY13 MILCON
program. A webinar was held with representatives from
affected installations in the FY13 MILCON program and
lessons learned will be shared with COSs and Army Installa-
tions staff. Operations and maintenance (O&M) impacts on
staff at the Installations level and long-term energy efficiency
of the buildings were also considered.

The energy efficient packages started with a base package
of low-energy features determined by CERL and NREL.
These features focused specifically on a passive house
approach, low infiltration rates, improved lighting strategies,
reduced hot water usage and improved plug load levels that
could then be modeled in combination with various HVAC
features and technologies in an iterative process. By modeling
the various packages across different climate zones, energy
usage and savings could be compared between the low-energy
features.

The energy use baseline, target energy budgets, and
energy savings were developed using different sets of technol-
ogies, and were analyzed for the representative model of the
UEPH barrack building used for this study is based on the
information provided by the USACE Fort Worth District —the
barracks Center of Standardization. Energy efficiency tech-
nology candidates were selected based on previous CERL
studies of Army barracks that outlined energy and IAQ (mold
and mildew) related issues in existing facilities. EEMs
selected based on previous studies and practical conditions at
the bases, recommendations of design teams, problems/issues
in existing facilities.

The goal of the integrated optimization process is to find
the optimum for the entire system. Hence, each element
requires consideration. This process can be analyzed in several
steps including a debate over whether to conserve energy first
or just generate energy with renewable alternatives. Figure 1
shows the theoretical path and process for each individual
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Figure 1 Lowest cost path to a building configuration that
uses net zero energy.

building optimization. Point 1 is the base case building
required to be built to the local code body requirements and the
Total Cash flow is the annual mortgage or financed cost plus
the energy cost. To get to Point 2, it is more cost effective to
add energy efficient technologies instead of renewables and is
the lowest annual cost (Point 2). One would not add renew-
ables from Point 2 since many more energy efficiency tech-
nologies that are more cost effective than adding renewables
can still be added. Point 3 is reached when the annual cost
equals the base-case building built to code, although at that
point, the building is now much more energy efficient and in
many cases much more comfortable. Continuing to add energy
efficiency measures beyond Point 3 to the building, one even-
tually reaches the crossover point, Point 4, where implement-
ing energy generation systems, or supply technologies is more
cost-effective than adding further energy efficiency options.
By definition, this crossover (Point 4) marks the point where
the building is “Net Zero Ready.” Point 4 is normally at 50%
to 80% savings depending on building and location.

All energy simulations for the UEPH were carried out
with EnergyPlus. The first step in this whole building energy
simulation project was to define the baseline building model
which is designed based on the Fort Worth District plans for
the Fort Leavenworth project. For this study, the German
Passivhaus (passive house) standards were used to go beyond
the current ASHRAE standards and develop ultra-low energy
buildings.

BUILDING DESCRIPTION

Unaccompanied Enlisted Personnel Housing (UEPH or
barracks) is a cross between an apartment building and college
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dormitory. Within the Army, the different sizes of barracks are
based on the number of soldiers living in them. The represen-
tative model of the UEPH barrack building used for this study
is based on the information provided by the USACE Fort
Worth District — the Barracks Center of Standardization. The
model used for this study contained 56 double occupancy
units. Each apartment unit has two bedrooms with a storage
area, one shared bathroom, a kitchen, a mechanical room, and
a storage area (Figure 2). The first floor has 18 units, a laundry
room, a common area, a mechanical room, and a storage area.
The second and third floors have 19 units. Each floor is
18,257 ft*> [1696 m?] and the building is 54,771 ft* [5088.4
m?], and Figure 3 shows an elevation view of the building and
a rendering of the baseline computer model.

LOCATIONS

Fifteen locations were selected to represent 15 climate
zones in the United States. EEMs were modeled for each
building type across 15 locations. The 15 locations were
selected to represent 15 American Society of Heating, Refrig-
erating and Air-Conditioning Engineers (ASHRAE) climate
zones in the United States. The locations selected were repre-
sentative cities for the climate zones. Colorado Springs was
selected for climate zone 5B instead of Boise, ID, to more
closely align with the installations at Fort Carson, CO. Table 1
lists the 15 climate zones and the cities used to represent them.

ENERGY MODELING

The energy simulations were completed using EnergyPlus
version 2.0 (DOE 2008). Table 2 lists the modeling assump-
tions used in the baseline and energy efficient models. Custom
software developed by Big Ladder Software was used to para-
metrically construct the EnergyPlus models and manage the
runs, utilizing multi-core processors when available.

The approach to modeling the energy efficiency improve-
ments was to add one improvement at a time, starting with the
envelope, then infiltration, and then HVAC. The following
sections describe the approach to modeling each of these areas.

IMPROVED BUILDING ENVELOPE

Significant energy use reduction by buildings can be
achieved by minimizing the impact of the external environ-
ment on the building heating and/or cooling loads. While the
current advanced buildings practice in the United States is
based on the ASHRAE Standards 90.1 (2010) and 189.1
(2009), the highest levels of insulation, windows, and air infil-
tration for building energy envelope efficiency for obtaining
ultra-low energy buildings are the German Passive House
(Passivhaus) standard. The Passivehaus standard was devel-
oped by professors Bo Adamson of Lund University, Sweden,
and Wolfgang Feist of the Institut fiir Wohnen und Umwelt
(Institute for Housing and the Environment, Germany)
followed by the Swiss MINENERGY-P standard.

For this study, the Passive House standards were used to
go beyond the current ASHRAE standards. The basic concept



Figure 3 Elevation view and rendering of the energy simulation model.
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Table 1. Climate Zones and Cities Used
for Simulations
Climate HDD, CDD,
Zone City Base 65°F  Base 50°F
(18 °C) (10 °C)
1A Miami, FL 200 9474
2A Houston, TX 1599 6876
2B Phoenix, AZ 1350 8425
3A Memphis. TN 3082 5467
3B El Paso, TX 2708 5488
3C San Francisco, CA 3016 2883
4A Baltimore, MD 4707 3709
4B Albuquerque, NM 4425 3908
4C Seattle, WA 4908 1823
S5A Chicago, IL 6536 2941
5B Colorado Springs, CO 6415 2312
6A Burlington, VT 7771 2228
6B Helena, MT 7699 1841
7A Duluth, MN 9818 1536
8A Fairbanks, AK 13940 1040

CDD = Cooling degree Days; HDD — Heating Degree Days

behind the passive house approach is a well insulated and very
airtight building to reduce the amount of energy required to
heat, ventilate, and cool it. Typical Passive House character-
istics for central European locations include:

«  Airtight building shell <0.6 ach @ 50 Pa pressure differ-
ence (~0.11 cfm/fi2 [0.56 L/s/m?] of the building enve-
lope area at 75 Pa pressure difference) measured by
blower-door test

«  Annual heat requirement =15 kWh/m?/year (=4.75
kBtu/ft?/year)

Primary Energy = 120 kWh/m?/year (38.1 kBtu/ft%/year)

«  Window U-value < 0.8 W/m?%/K (0.14 Btw/h/ft>/°F)

e Ventilation system with heat recovery with =75% effi-
ciency and low electric consumption @ 0.45 Wh/m?
(0.043 Btu/ft?)

* Thermal Bridge Free Construction =<0.01 W/mK
(=0.0058 Btu/(ft-°F))

Since 1996, more than 20,000 buildings meeting these
standards were built and retrofitted around the world, primar-
ily in Germany, Austria, and Switzerland, and they include
residential, office, schools, and supermarket buildings. A great
many of these buildings have been extensively monitored by

CH-12-008

the PassivHaus Institut in Darmstadt. European Union
Commission intends (EU Parliament resolution of 31 January
2008 on an Action Plan for Energy Efficiency) to place a bind-
ing requirement that all new buildings needing to be heated
and/or cooled be constructed to Passive House or equivalent
non-residential standards from 2011 onwards.

ERDC-CERL researchers in collaboration with Georg
Zielke, Architekturburo Zielke Passivhauser and Dr. Berthold
Kauffman, Passivhaus Institut, Germany, have developed the
following interpretation of Passive House characteristics of
the building envelope to be applied to U.S. construction
specifics for all 15 DOE climate zones.

Air Tightness

According to the USACE ECB 29 2009, the air leakage
rate of the building envelope shall not exceed 0.25 CFM/ft?
(1.27 L/s/m?) at a pressure differential of 0.3 inch w.c. (75 Pa)
for new and renovation construction projects. In 2010, more
than 200 buildings on Army Installations were constructed
and renovated to meet or exceed this requirement (achieving
air tightness of 0.10 cfim/f? (0.51 L/s/m?) or better was not
uncommon) at no or minimal additional cost. Based on this
experience and on industry consensus, the new level for air
tightness was proposed to be lowered to 0.15 CFM/ft? (0.76 L/
s/m?) at a pressure differential of 0.3 inch w.c. (75 Pa).

Insulation of Nontransparent Building Components

Types of insulation materials used depend on construc-
tion practices, the climate, and other factors. Typical insulat-
ing materials used in the United States include wood-fiber
boards, cellulose, foam glass, mineral wool, fiberglass,
extruded polystyrene, expanded polystyrene, polyurethane
boards, perlite, etc. The most commonly used materials are
wood-fiber boards (A = 0.045 W/mK), mineral wool (A =
0.035-0.040 W/mK) and expanded polystyrene (A = 0.035-
0.040 W/mK). These low-cost materials are well suited for
most new construction and retrofit situations. Table 3 lists
insulation requirements (R-values) for walls and roof in differ-
ent climate conditions resulted from this study compared to
current Army requirements as well as requirements from the
ASHRAE Std 90.1 (2010, 2007), ASHRAE Std 189.1 and the
ASHRAE Advanced Energy Guides.

In addition to energy conservation, improved building
insulation and air tightness result in a more stable room
temperature between day and night, higher internal wall
surface temperature in winter, and lower component internal
wall temperature in summer. Higher wall temperature in
winter reduces the risk that mold or mildew may occur on the
internal wall surfaces and improves therefore the quality of life
in a building.

Business As Usual provides the least first cost insulation
level. ASHRAE determines the minimum insulation level that
will be mandated by code using a Life Cycle Cost optimization
algorithm. The current ASHRAE Optimization parameters
used for the 2010 development were national average



Table 2.

Model Assumptions

Building Component Baseline Building Model

Efficient Building Model

Area 54,771 ft> (5088.4 m?)
Floors 3
Orientation Long axis running east and west
Aspect Ratio

Window to wall ratio 15% on north and south facades

Window type Standard 90.1-2004

Wall construction Steel frame

Wall insulation Standard 90.1-2004

Same as baseline
Same as baseline
Same as baseline
Same as baseline
Same as baseline
See Table 4
Same as baseline
See Table 3

Sloped metal roof and attic with insulation at the ceiling

Roof construction Sloped roof and attic with insulation at the roof level level
Standard 90.1-2004 equal to the “insulation entirely
Roof insulation above deck” See Table 3
Infiltration 0.25 cfim/ft> @ 0.3 inch w.c. 0.15 cfim/f> @ 0.3 inch w.c.
Rooms - 1.1 W/ft? (10.8 W/m?) Rooms — 0.6 W/ft? (10.8 W/m?)
Lighting Corridors: 0.5 W/ft? (6.5 W/m?) Corridors: 0.5 W/ft (6.5 W/m?)
See Table 6 See Table 6
Plug loads 1.7 W/ft? (18.3 W/m?) plus refrigerator and range 0.835 W/ft% (8.99 W/m?) plus refrigerator and range

70°F (21.1C) heating; 75°F (23.9 C) cooling, no set

Temp set points
psetp back

Same as baseline

Sys Base: DOAS with DX dehumidification (4.4 COP),
gas heating coil (0.95 E,), ERV (80% effectiveness), 4-

DOAS (2.87 COP), central natural gas boiler hot

pipe FCUs for zone temperature control.
Sys Optional: DOAS with DX dehumidification, gas
heating coil (0.95 E,), ERV (80% effectiveness), radiant

heating and cooling for zone temperature control.

HVAC water system (0.80 E,), 4-pipe Fan Coil Units (FCUs)
for zone temperature control.
DHW Standard natural gas boiler (0.8 E,)

Condensing natural gas boiler (0.95 E,)

combined heating fuel prices at $1.22/therm ($0.042/kWh), a
blended cooling fuel price at $0.09/kWh, and a scalar ratio of
20. But for energy security planning and risk analysis it is
necessary to look at increased fuel prices to see the recom-
mended insulation levels at higher energy prices. This
scenario assumed fuel prices were triple, or $3.50/therm
($0.119/kWh) and $0.30/kWh. This is the energy security
scenario that we must plan for today since wall and roof insu-
lation level cannot be cost effectively retrofitted to these levels
at a later date.

In this example (Figure 4), the ASHRAE life cycle cost
curves recommended for Climate Zone 2 going from R-25 to
R-50 (R-4.4 to R-8.8) for roof insulation entirely above deck
and from R-13 +R-7.5citoR-13 +R-28.1ci (R-2.29 + R-1.32ci
to R-2.29 + R-4.95ci). This level would exceed the Passive

House insulation levels that are listed in Table 3, indicating that
the Passive House levels are justified when higher energy
prices are considered as part of the risk analysis. Tables 3 and
4 list the values that were used in this study.

INFILTRATION

It is difficult to obtain good data and develop detailed
models of infiltration. Every building has different leakage
characteristics, and the infiltration varies with operation of the
building and ambient conditions. Most often an average
constant infiltration rate in the energy model is used. Several
assumptions still have to be made to go from these leakage
rates to the simple infiltration model in the building simulation
program. The infiltration at these leakage rates and pressures

CH-12-008



3[09P 9A0QE UOLJB[NSUI SJOOY

0¢d 0c-d 0c-d 0c-d 0c-d 0c-d 0c-d 0cd 0cd 0cd 04  0cd SI-d SI-d SI-d 1002106
0c-d 0c-d 0c-d 0c-d 0c-d 0c-d 0c-d 0c-d 0c-d 0c-d 094 0 0c-d 0c-d SI-d 1POP SAOE TORBINEE SO
—DdAVv dVdHSV
03P 9A0QE UOTJB[NSUT SJOOY]
ged ced 0¢-d 0¢-d S¢d S¢d S¢d Scd Scd ¢4 sTd SsTd S¢d s¢d 0c-d —600Z-1'681
ced ced 0¢-d 0¢-d 0c-d 0€-d 0€-d 0c-d 0c-d S¢d sTd STd S¢d S¢d 0cd 10ap aA0qn TONEIMSE: HO0d
—qq BpUappe 010Z-1°06
i i ) ) ; ; ; ’ ’ 3 ) i ) i § 03P 9A0QE UOTJB[NSUI SJOOY]
04 04 074 074 0¢-d 0¢-d 0¢-d 0¢-d 0¢-d §¢-d  sTd s¢d S¢d sy sy —soads AUy “OATM
i i ) ) ) ) ; ) ) ) ’ i ; i § anJeA -y OSNOH JAISSBJ
06~ 08-d 0L-d 0L-d ¢s-d ¢s-d ce-d Sv-d Sv-d g4 sed sed 0¢-d 0€-d sy uoteInSUL J0OYy
(yuo3uLns jse9] 03 Js0W
woIJ JOpIO UI) SJOOY
PELY  BELY  WSLY PGl BELd BRELY BGLd  PeLd  PGLd BPYEY 1P8ed  PREY 0€ld 0€lM 0 €M S[[eA\ POWEBI]-[93)S
+€I-d +EI-d +€1-d +E1-d 4+E1-d €1+ +E1-d €Y +E1-d +€1-d +E1d —L00T-T°06
DYITT PGl BSELY  BRELY WY Bl BELd  RELY WBSLYd PRed P8 P8¢l 0sId 0cIM €Iy S[[eM\ POWEBI]-[991S
+€I-d +EId +€1-d +E1-d 4+E1-d €1+ +E1-d €Y +E1-d €18 +E1d —DdAVv dVdHSV
DOOTY  POOTd WO0Td  ™O0Id  DO0OTd PO0Id BO0Id ™O0Id ™O0Td ™O'Sd POSd Ocd POSd POSd  P0'Sd SI[eA\ PoWIeI]-[993S
+€1-4 +€1-d +E€1-d H+EIFT HEI-d +E1d +€1-d HEId H+EI-d +ETd A€ +EI-d +E€1-d +E1-d +€1-Y —600C-1°681
DOOTd  PO0Id WO0Id ™O0Id DO0OId PO0Id WO0Id ™00l ™O0Td ™ELA PSLY WS Y BSLd PSLd PSLd S[[eA\ PoWIBI]-[993S
+€I-d +E-d +E€1-d +E1-d €Y 4+ +E +E1d €Y+ €1 +EI-d +E1d +E€1-d +€1-d —qq epuappe 010C-1°06
PY8IY  PRYIT BT W8I PSTIY PETIY PETIA PSTId PSLY WELd PGLY WELd PeLd PeLd  PeLY S[[eM PoWeI]-[993S
+€I-d +El-d +E€1-d €Y €Y 4+ +Eld +E1Fd €Y 4+ €I +EI-d +E1d +E1-Y +€1-d —soads Auy ‘DM
(0] | 19064 DOrd Dord D0cd Pogd 100Td 16T PETd POIY ™0Td POTd STy WPSIY BS'LA ON[BA-Y OSNOH 9AISSed
+6I-d  +61-d  +61-d  +61-d  +6I-d 461 +61-d +61-d +61-d +6I-d +61-d +61-d +61-d +61-d +61-d uonensuy [lepy
(yuo3uLns jse9] 03 Js0W
WOIJ I9PIO UT) S[[eA

V8 VL q9 V9 as Vs v av Vv J€ a¢ ve q¢ V¢ VI Uo7 W)

sanje/ uone|nsu| Jooy pue [lepd "€ djgel

CH-12-008



paxmnbay Awry
pasodoig Awry
AN AN AN AN AN AN AN AN AN AN AN AN AN AN AN IA
AN AN 0¥°0 0¥°0 0¥°0 0¥°0 0¥°0 0¥°0 0¥°0 STo S0 §To S0 §To S0 DDHS
9¢¢ 96T 483 cre cre 483 cre 483 cre 69°¢ 69°¢ 69°¢ 9Ty 9Ty 189 (1/¢t/m) onfeA-N
Sv'0 S0 9] SS'0 Ss0 SS0 SS'0 9] 9] S9°0 $9°0 $9°0 SL0 SLo 071 (do/Z¥/u/mg) aneA-N

suoneay1ads mopuipy
L00T-1°06 AVHHSYV

AN AN AN AN AN AN AN AN AN AN AN AN AN AN AN IA
Sv'0 S0 0¥°0 0¥°0 Se0 Se0 Se0 Se0 Se0 STo S0 §To S0 §To S0 DDHS
66'1 66’1 9¢°C 9¢°C 9¢°C 9¢°C 9¢°C 9¢°C 9¢°C 483 cre e 9Ty 9Ty 189 (1/¢t/m) onfeA-N
Seo0 Seo0 IS4 S¥'0 Sv'o IS4 S¥'0 IS4 940 9] SS0 Sso SL0 SLo 071 (do/Z¥/u/mg) aneA-N

suoneay1ads mopuipy
I'681 AVIHSYV

AN AN AN AN AN AN AN AN AN AN AN AN AN AN AN LA
AN AN 6€°0 6€0 6€0 6€°0 6€0 6€°0 6€0 LEO LEO LEO ST0 §T0 ST0 ODHS
L8'1 L8'1 8€°C 8€'C 8€'C 8€°C 8€'C 8€°C 8€'C 95T 95T 95T 95T 95T 95T (1/¢t/m) onfeA-N
€€°0 €€°0 wo wo wo wo wo wo wo S 4 S 40 SY0 940 SY°0 S0 (do/g¥/u/me) 2nfeA-N

suonedIYIAds mopuipy

—DadM Amry
%0€> %0€>  %0¢> %0€> %0€> %0€>  %0€> %0€> %0€> %0€> %0€> %0€> %0€>  %0E>  %0E> AMM
0$°0< 0S°0<  0S°0< 05°0< 05°0< 0S0<  05°0< 05°0< 05°0< 05°0< 05°0< 0$°0< 05°0< 0S°0<  0S°0< LA
6¥°0 670 6¥'0 6¥'0 6¥°0 6v°0 6€0 6£0 6£0 6£0 6£°0 6£0 ST0 §T0 ST0 ODHS
01 201 01 01 201 01 01 01 01 8'1 871 81 81 81 8'1 Cl/zw/M) 2nfeA-N
81°0 81°0 81°0 81°0 81°0 81°0 81°0 81°0 81°0 970 970 970 970 970 970  (do/Z¥/u/mg) aneA-N

sSuoneIPIAS MopuIpy
SNEH dAISSeq

SMOPUIA
0D vO
vV NIA LI LA “sgundg I VM N an ‘oaspoueLy XL NL ZvV XL T4
‘syueqare] ‘Pnng ‘ewdPH ‘uo)surpang ocE.BcU ‘ogedry) ‘9eds ‘onbaanbnqry ‘Qaownjeg ..Ew ‘osed [d  ‘siydudpy ‘XIudoyq ‘uojsnoy C‘rwerjy
V8 VL a9 V9 as ve 0 4 arv vy J¢ qa¢ Ve a1 Vi V1

SanjeA MOpUlp 'y d|qeL

CH-12-008



Input Page | Res
1 Root: Imulation Ensrely
1.

Abeve Deck

Zone 2

LCC (390
-

Res
€ Walk: Steol Framed

= 0 P smctnd Conetrucion type wd Chmate 2one 1red
w3t et ) owest cgone we £ green. The descrgten of

Zone 2

1CC (35

" ” n " ” " L4 r
Option Number

LCC (S

LCC ($sh

Res
1 Reof: lmsudation Entirely
. Abeve Deck

laput Page

e

Zone 2

Res
;6 Wall: Steel Framed

Zone 2

n 2 B ok B om0 WM om oM oM on2om
Option Number

Figure 4 Insulation life cycle cost for business as usual and passiv haus.

were calculated based on the total wall and flat roof area of the
building, then converted to a pressure of 5 Pa from 75 Pa
assuming a flow coefficient of 0.65. We assumed that the aver-
age pressure drop across the building envelop is 0.02 inch w.c.
(5 Pa). Wind pressure and temperature differentials across the
building envelope drive the infiltration and these driving
forces vary throughout the year; however, these variations are
not modeled in the simulations. We assume that a constant air
changes per hour will model the average effects over the year.
Table 5 lists the infiltration at these two leakage rates.

The mechanical ventilation system pressurizes the build-
ing by providing outside air equal to the building exhaust, plus
the air leakage at 0.02 inch w.c. (5 Pa). Infiltration is often
assumed to go to zero when buildings are pressurized. This
assumption is usually made because there is a lack of evidence
to about what really happens and how to model it in an energy
simulation. We have assumed that the average uncontrolled
infiltration when the building is pressurized is reduced to 10%
of the value calculated at 0.02 inch w.c. (5 Pa). The difference
in the leakage rates between the two air tightness levels was
accounted for in the outdoor ventilation rates for the baseline
and energy efficient models.
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VENTILATION

The ventilation was set to provide 90 CFM (42.5 L/s) of
outside air to each apartment unit to make up for the bathroom
exhaust and control humidity, which is greater than the venti-
lation requirements from ASHRAE Standard 62.1-2004
(ASHRAE 2004b) for the baseline model. This level of venti-
lation is based on experience with Army barracks. Additional
outside air was added to the whole building to make up for the
leakage rate at 0.02 inch w.c. (5 Pa) pressurization (Table 5).
For the efficient model, the ventilation air was reduced to 65
CFM (30.7 L/s) per living unit with excess ventilation air per
Table 5. The 65 CFM (30.7 L/s) was based on the standard
design provided by the COS (Center of Standardization).

LIGHTING

The lighting analysis was completed by Atelier Ten and
the focus was on efficient lighting design, and not just improv-
ing the efficiency of existing fixtures. An example of the
control strategies is listed in Table 6.

Lighting efficiency measures including lighting power
density reductions with control strategies for each zone were
modeled.



Table 5.

Infiltration Leakage Rates

0.25 cfm/ft? (1.27 L/s/m?) 0.15 cfm/ft? (0.76 L/s/m?)

ach at 0.3 in. w.c. (75 Pa) 2.98 1.79
ach at 0.02 in. w.c. (5 Pa) 0.51 0.31
Excess ventilation flow at 0.02 in. w.c. (cfm @ 5 Pa) 5832 3499
Excess ventilation flow at 5 Pa (L/s) 2752 1651
Table 6. Lighting Design by Atelier Ten
Control Strategies
Design Criteria Automatic Technologies Approach
Levels
Interface
£ 2 o
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: & B =z_ S ¢ ) ¢ 8 §E 2 2 % B 2 &
N o | 5% | 5 _ % S El g8 g/ & 5| == 7 2
SR z g = = .—L S22 =) - = @ = 3 2 - w | - = E =
S0 S~ = B ) = [ = 2 = < g = ] = = ) = ) )
< &= e | 3 = o %0 = =] =1 = 71 k= @ 2 5= g 4
Space | £ & 2z | I& ¥4 pci:z zE £E E £ =/ 2| §8 E|2| 5 <2
S%| € s 2|22 | 2523 &AE| 22| x5 2l g EI9 2 28 &
=€ % |38 22 S§7ET 4 E|E g2 E z % 3 E 2 %
T = = z S S 2 53| 5 5| B = 2 g8 S
s 2 |7 | ] < S &5 8% 1
S E < > o ép o & § <
Corridor 10 0.50 0.5 o 4 . .
Living 5 30 060 1.1 \ 4 4 4 o .
Quarters ’ ’
Mechanical/
Electrical 30 0.70 1.5 A% 4
Restroom/ 55 580 0.9 v 4 4 4 . .
Shower
Stair 10 0.50 0.6 M (0] 4 .
Storage 5 50 08 % 4 . .
(General) ’ ’

DOMESTIC HOT WATER

Hot water use was assumed to be used at 110°F (43.3 C)
with a peak draw 0f 40 gal/h (295.5 L/hr) per unit from a 140°F
(60 C) storage tank. The peak washing machine use per floor
is assumed to be four loads per hour or 80 gal/h (363.7 L/hr)
of 120°F (48.9 C) hot water, which is approximately 53 gal/h
(241 L/hr) from a 140°F (60 C) storage tank.

Domestic hot water usage is calculated at two showers/
day/person at 20 gal/shower (75.7 L/shower); along with 3-4
flushes/person. Therefore water usage is 60 gal/person/day
(272.8 L/person/day) for all water use with ~50% for hot
water. The current use is 30-35 gal/person/day (136.4—159 L/
person/day) for hot water use, with a subset of 20 gal/person/

10

day for shower with a 2.0 gpm (0.15 L/s) on shower heads for
the baseline and then at 1.5 gpm (0.11 L/s) shower heads for
the efficient case. In the UEPH, hot water-use reduction can be
achieved through the use of water-conserving fixtures, espe-
cially shower heads and high efficiency washing machines.

PLUG LOADS

The modeling supported the findings of the previous
EPACT study for each of the building types that plug loads are
a major source of energy usage, particularly in the UEPH. For
example, in UEPH, the fraction of the total power consumed by
plug loads increased from 29 percent in the baseline model to 43
percent in the low-energy model. This would be indicative of all
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buildings where the overall energy usage is reduced without
reducing the plug loads. The potential EEMs are:

*  Use high-efficiency LED computer monitors.

*  Replace all desktop computers (100 W each) with lap-
top computers (30 W each).

*  Change computer power settings to standby when idle
for 15 minutes.

*  Implement the use of standby switching devices.

* Eliminate personal printers, copiers, fax machines, and
scanners. Replace them with one or two multi-function
print stations.

+ If vending machines are in the building, use a load-man-
aging device and de-lamp them.

*  Turn miscellaneous electronics off when they are not
being used or during unoccupied hours.

+ Investigate more efficient task lighting, such as LED
task lighting per work station.

*  All plug load appliances and equipment are not created
equal in terms of energy usage. A prioritized list should
be developed that results in the greatest energy savings
for least cost increase.

In the UEPH, the bedroom has a computer, stereo, televi-
sion, and other smaller electronic devices for a plug load
density of 1.7 W/f2 (18.3 W/m?). Each kitchen contains a
refrigerator and an electric range. The refrigerator was
assumed to be very efficient with an average power consump-
tion of 76 W, and the range was assumed to have a peak power
of 1,500 W. There are 14 washing machines in the building
(four on the first floor and five on the second and third floors).
With a 90% occupancy rate for the building, there are 140 occu-
pants. Three loads per occupant per week for 420 loads/week
or 60 loads/day were assumed. ENERGY STAR® commercial
washing machines use approximately 20 gal (75.7 L) of water
per load and 0.60 kWh of electricity per load. The dryers were
assumed to use 1.5 kWh of electricity per load. Table 7 lists the
schedules for the loads.

HVAC AND HOT WATER BOILER

The UEPH baseline HVAC system uses a DOAS (Dedi-
cated Outdoor Air System) with condenser reheat. The space
loads are met with 4-pipe fan coil units connected to a central
chiller and boiler in the baseline model and with radiant heat-
ing and cooling in one of the energy efficient models. The
domestic water-heating system in the baseline building
models uses an 80 percent efficient boiler and the energy effi-
cient models use a 95 percent efficient condensing boiler.

The ventilation was set to provide 90 cfm (42.5 L/s) of
outside air to each apartment unit to make up for the bathroom
exhaust and control humidity, which is greater than the venti-
lation requirements from ASHRAE 62.1-2004 for the baseline
model. Additional outside air was added to the whole building
to make up for the leakage rate at 0.02 inch w.c. (5 Pa) pres-
surization as shown in Table 5. For the efficient model, the
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ventilation air was reduced to 65 cfm (30.7 L/s) per living unit
with excess ventilation air as listed in Table 5. The 65 cfm
(30.7 L/s) was based on the standard design provided by the
COs.

The baseline HVAC system uses packaged single zone air
conditioning (PSZ-AC) units with a natural gas furnace in
each room or zone. A high efficiency version of the baseline
and a dedicated outdoor air system (DOAS) with fan coil units
were considered for the energy efficient cases. The first system
was modeled with an increase in coefficient of performance
(COP) to 3.5, increased gas furnace efficiency to 0.9, and
improved fan efficiency. In the second case, the DOAS
provided the building ventilation air and zone level fan coil
units were used to control zone loads. The DOAS included a
packaged direct expansion coil for cooling and humidity
control, hot water coil for heating energy, and an energy recov-
ery ventilator (ERV). The ERV was modeled with sensible
heat recovery only at 75% to 70% effectiveness at 75% to
100% air flow. Later simulations included latent heat recovery.
Frost control for the ERV was handled with the exhaust only
method in EnergyPlus, which bypasses the supply air around
the ERV to avoid frost conditions. The system was operated
with an outdoor air temperature (OAT) reset on supply air
temperature (SAT). The SAT set point schedule was colder
with higher OAT and warmer with colder OAT. The set point
at high OAT was lower in the humid climates for better humid-
ity control and higher in the dry climates for more energy
savings. The space loads are met with 4-pipe fan coil units
connected to a central chiller and boiler.

The general HVAC strategy for Army buildings was to
provide high-efficiency HVAC systems that offset the sensible
heating and cooling loads in the spaces and to provide separate
high-efficiency dedicated outdoor air systems (DOAS), which
includes a Total Energy Recovery (TER) exhaust air system to
handle the ventilation requirements and the latent (moisture)
load in the spaces. The outdoor air ventilation quantity
provided by the DOAS should maintain the building, includ-
ing the hallways, at a slightly positive pressure relative to
outside to eliminate uncontrolled infiltration into the building.
High-efficiency, variable-speed pumps and fans should be
used throughout the HVAC system. High-efficiency boilers
and chillers should be used in all cases.

The HVAC strategies and contained in the following list
of energy efficient options that were considered:

e DOAS with condenser reheat and individual room fan
coils for soldier comfort

* advanced HVAC systems; DOAS for ventilation, pres-
surization and make-up air, with condenser heat recov-
ery and Energy Recovery Ventilators, both sensible and
total

»  central exhaust that is used for heat recovery to pre-con-
dition the ventilation air with Energy Recovery, sensible
and total recovery at 80 percent
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Table 7. UEPH Apartment Unit Internal Load Schedules

Hr Occupancy Lighting Plug Loads Service Hot Water
Wk Sat Sun Wk Sat Sun Wk Sat Sun Wk Sat Sun
1 0.80 0.75 0.75 0.10 0.10 0.10 0.30 0.30 0.30 0.00 0.00 0.00
2 0.80 0.75 0.75 0.10 0.10 0.10 0.30 0.30 0.30 0.00 0.00 0.00
3 0.80 0.75 0.75 0.10 0.10 0.10 0.30 0.30 0.30 0.00 0.00 0.00
4 0.80 0.75 0.75 0.10 0.10 0.10 0.30 0.30 0.30 0.00 0.00 0.00
5 0.80 0.75 0.75 0.20 0.20 0.20 0.30 0.30 0.30 0.00 0.00 0.00
6 0.80 0.75 0.75 0.40 0.30 0.30 0.30 0.30 0.30 0.10 0.10 0.10
7 0.70 0.65 0.75 0.50 0.50 0.50 0.30 0.30 0.30 0.20 0.20 0.20
8 0.60 0.60 0.70 0.70 0.50 0.70 0.50 0.35 0.30 0.10 0.10 0.10
9 0.50 0.50 1.00 0.20 0.20 0.20 0.50 0.40 0.50 0.00 0.00 0.00
10 0.25 0.25 0.00 0.20 0.20 0.20 0.30 0.40 0.50 0.00 0.00 0.00
11 0.20 0.20 0.20 0.20 0.20 0.20 0.30 0.30 0.50 0.00 0.00 0.00
12 0.20 0.20 0.20 0.20 0.20 0.20 0.30 0.30 0.50 0.00 0.00 0.00
13 0.20 0.20 0.20 0.20 0.20 0.20 0.30 0.30 0.50 0.00 0.00 0.00
14 0.20 0.20 0.20 0.20 0.20 0.20 0.30 0.30 0.50 0.00 0.00 0.00
15 0.20 0.20 0.20 0.10 0.20 0.20 0.30 0.30 0.50 0.00 0.00 0.00
16 0.20 0.20 0.20 0.10 0.20 0.20 0.30 0.30 0.50 0.00 0.00 0.00
17 0.20 0.20 0.20 0.20 0.20 0.20 0.30 0.30 0.50 0.00 0.00 0.00
18 0.20 0.20 0.20 0.50 0.50 0.50 0.30 0.30 0.50 0.10 0.10 0.10
19 0.30 0.30 0.30 0.70 0.50 0.50 0.50 0.50 0.50 0.10 0.10 0.10
20 0.50 0.50 0.50 0.70 0.50 0.50 0.60 0.50 0.40 0.10 0.10 0.10
21 0.50 0.50 0.50 0.70 0.50 0.50 0.70 0.50 0.40 0.00 0.00 0.00
22 0.70 0.50 0.50 0.50 0.50 0.50 0.70 0.50 0.40 0.00 0.00 0.00
23 0.70 0.50 0.50 0.40 0.40 0.40 0.50 0.50 0.40 0.00 0.00 0.00
24 0.80 0.75 0.75 0.20 0.20 0.20 0.30 0.50 0.30 0.00 0.00 0.00
Peak 2 occ/unit 0.6 W/ft2 (6.5 W/m?) 0.835 W/ft2 (9 W/m?) 1.5 gpm/shower (0.11 L/s)
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High Efficiency Air Cooled Chiller package, COP from
2.87t04.4

condensing boilers, 80 percent to 95 percent efficient
variable and high-efficiency fans and pumps.

radiant heating and cooling in the ceilings
ground-source heat pump (GSHP).

Indirect Evaporative Pre-Cooling, the Sensible heat
recovery coil in the exhaust air stream is sprayed with
water to pre-cool outside air in the DOAS

radiant heating and cooling in the ceilings

SOLAR HOT WATER

The Sustainable Design and Development Policy Update,
dated October 27, 2010 from the Assistant Secretary of the
Army — Installations, Energy, and Environment, mandates
that, beginning in FY 13, all new construction projects with an
average daily non-industrial hot water requirement of 50 gal
(189 L) or more, and located in an area receiving an annual
average of 4 kWh/m?/day (147 kBtu/ft?/day) or more will be
designed to provide a minimum of 30 percent of the facility’s
hot water demand by solar water heating. EISA 2007, Section
523, has a similar requirement for all new Federal buildings in
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all locations if cost-effective. In the United States, different
types of solar water heating systems are available for use in
standalone buildings. For this study, solar hot water was
deemed feasible for UEPH based on the 30 percent renewable
energy requirement; energy savings were modeled for this
building type.

RESULTS

For the UEPH, the Dormitory/Fraternity/Sorority cate-
gory was chosen from the CBECS, because it was determined
to be the closest match to the UEPH facility. As will be seen
from the results in this section, CBECS building categories
and their related EUIs are not directly comparable to Army
building types. This directly affects whether a building meets
or falls short of the EISA 2007 targets for 2015. Annual EUI
for each climate zone was determined from the CBECS data
and compared to the energy baseline for the designed building.
The target EUI is 35 percent of the CBECS values, or a 65
percent increase in efficiency, which is a very aggressive target
required by the EISA 2007 legislation.

Modeling was completed for each baseline building plus
additional EEM packages for all 15 climate zones. Low
Energy Packages for all building types included increased
exterior insulation, daylighting and daylighting controls,
DOAS HVAC systems, improved pumps and fans, pressuriza-
tion and make-up air, top-tier ENERGY STAR® appliances
and products, and solar hot water. The results are shown in
tables and figures below with the cumulative percent savings
compared to the baseline building. In the tables and figures
below, the Baseline Building is the base building model from
each of the COS standard designs. Each EEM or Low Energy
Version is applied cumulatively to the baseline, starting with
V1 (e.g., lighting load and electric power load density reduc-
tion for UEPH), then V2, V3, and finally V4. V4 is considered
the baseline high-performance or low-energy package for
each building. Then EEMs V5-V13 are applied individually
or in combination to V4 to compare the different HVAC alter-
natives. Table 8 lists and Figure 5 shows the source results
necessary for EISA 2007 compliance for each building.

As shown in Figure 5, the initial EEMs show good
improvement and then there are diminishing returns. Even
with all of these technologies applied, the targets could not be
achieved; only when internal loads (building mission) are
reduced further do we start seeing further improvements.
Another interesting result is that when source fuels are calcu-
lated and not just site energy, the savings from Ground Source
Heat Pumps (GSHP) are not as good as expected since much
of the advantages are negated when the source fuels for elec-
tricity energy production are considered.

Buildings built or retrofitted to “passive house” require-
ments and using advanced “low exergy” systems to satisfy
remaining heating and cooling needs eventually become inter-
nal load dominated. The remaining energy requirements will
be dominated by electrical power needs for lighting, appli-
ances and internal processes and by domestic hot water needs.
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Figure 6 shows the improvements made toward the EISA
goals, and illustrates that, without considering further internal
load reduction and the addition of solar hot water (building
mission), the EISA targets cannot be met by EEMs alone.

Tables 9 and 10 list the baseline component energy for the
UEPH by climate zone, and indicate that the mission (lights,
plug loads, and hot water) make up from 50 to 86% of the load
varying by climate zone.

Figure 6 shows that even after the improved lighting
design, reducing hot water consumption with low flow shower
heads and the improving plug loads by 50%, there is a signif-
icant percentage of load that remains, ranging from 75 to 94%
of the load. With EISA 2007, the total energy is now consid-
ered and important. Unlike the EPAct 2005, in which the plug
loads were considered unregulated, they are now a significant
part of the problem.

According to the Office of the Assistant Secretary of the
Army, installations must first implement aggressive conserva-
tion and efficiency efforts while benchmarking energy
consumption to identify further opportunities. The next step is
to utilize waste energy or to “re-purpose” energy. Boiler stack
exhaust, building exhausts or other thermal energy streams
can all be utilized for a secondary purpose. Co-generation
recovers heat from the electricity generation process. The
balance of energy needs then are reduced and can be met by
renewable energy projects.

Figure 7 shows Point 1 is the base case building, which is
either an existing building, or one that must be built to local
code body requirements. If you add renewables at this point,
the total annual cost of the net zero energy building will be as
shown in point 8. The normal path was explained in the
“Approach” section above, where reaching Point 4 was the
individual building “Net Zero Ready” point. Depending on the
mix of buildings in the cluster, the combined fossil fuel based
energy reduction in this cluster can reach 30 to 60%. Adding
renewables from point 4 characterizing building cluster will
result in total annual cost of the net zero energy cluster of
building as shown in point 7. Alternatively, the cluster of
buildings characterized from point 4 can be connected to a co-
generation plant, which will require relatively minor invest-
ments compared to the cost of decentralized boilers and chill-
ers for single buildings, but results in a significant fossil fuel
reduction due to utilization of waste heat accompanying elec-
tricity generation. This heat can be used either to satisfy heat-
ing, cooling and domestic hot water needs of the cluster of
buildings under consideration, or be exported to another build-
ing cluster. By connecting to CHP plant (Combined Heat and
Power), fossil fuel usage by the building cluster (point 5) can
be further reduced by 15-20% in a cost effective way. From
point 5, adding renewable generation becomes the cost effec-
tive supply option. This point, by definition, occurs when the
building “cluster” is “Net Zero Ready.” Figure 7 shows this
process.

From the building cluster process diagram (Figure 7), it
can be seen that using combined heat and power (CHP) or

13
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UEPH Energy Efficiency Measures Results (I-P)
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Figure 5 UEPH energy efficiency measures (EEMs).

co-generation can lead to a more cost effective overall high
performance building solution. To get an idea of the magni-
tude of the energy performance with CHP, a theoretical exer-
cise was done to explore the limit of efficiency increase with
100% electrical tracking. A moderate efficiency CHP
machine was chosen with an electrical efficiency of 36%
and thermal efficiency of 44% to show the gains. This
concept can result in gains of another ~20 to 30%, which
provide the means to meet the EISA requirements for 2015.
Table 11 shows the results.

CONCLUSIONS

This study showed that the application of a Passive House
building envelope concept (improved insulation package and
air tightness specifications), advanced lighting strategies, and
efficient HVAC systems can result in significant energy
savings (site and source) in Army barracks in all climates. The
barracks site energy can be reduced by 50 to 70% (depending
on climate) compared to the EPACT 2005 baseline. However,
source energy use reduction goals of EISA 2007 (starting
2015) cannot be achieved.

The application of the Passive House building envelope
concept significantly reduces heating and cooling loads on the
HVAC systems, and minimizes the size of different system
types selected. The HVAC system type can be selected using
multiple criteria (e.g., greater energy efficiency, ease of oper-
ation and maintenance, and ease of installation). Some heating
and cooling technologies that can reduce building site energy

CH-12-008

use will result in increased use of source fuel. For example,
while the use of ground-source heat pumps (GSHPs) may
appear to be an attractive choice to reduce building site energy
consumption, calculations made back to the source fuels
negate many of the gains related to the use of GSHPs, and in
some locations, show that GSHPs use more source fuel than
alternative technologies.

When buildings built or retrofitted to Passive House
requirements with advanced lighting systems and highly effi-
cient “low exergy” HVAC systems reach a theoretical mini-
mum, the largest percentage of the remaining energy use in the
building will be related to its “mission”: lighting, plug loads,
and domestic hot water usage. It is important to understand
these loads, to improve their efficiency, and to reduce their use.
Additional savings may be achieved with measures related to
improved efficiency of power generation supplied to the build-
ing (co- and tri-generation) and use of energy supplied from
renewable energy sources. Connecting a building to a
Combined Heat and Power (CHP) plant can further reduce the
building’s fossil fuel usage by 20-30% depending on the ther-
mal-to-electric load ratio.

Results of this study will be incorporated in the Design-
Build process under MILCON Transformation Program and
the suggested sets of energy conservation technologies
allowed for 44 to 58% energy savings in UEPH barracks. The
recommended HVAC requirements for the Unaccompanied
Enlisted Personnel Housing (UEPH) are:
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Figure 6 UEPH % savings with comparison to EISA targets.

*  Dedicated Outside Air System (DOAS) for ventilation

* energy recovery from building exhaust

+ improved chiller and boiler efficiencies

+ all variable high efficiency pumps and fans

*  pressurization and make-up air

»  condenser heat recovery for DOAS

+  separate ventilation for living area and laundry facilities

Note that predicted energy savings strongly depend on the
climate; building orientation and site specific building design
will vary. However implementation of developed energy
budgets and sets of technologies included in prescriptive path,
will streamline the facility design and construction process
and reduce cost, thereby ensuring that newly constructed facil-
ities will comply with the intent of the EPAct 2005 without
jeopardizing their functional quality.
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Table 10.  Energy Efficient UEPH (Site Energy) (SI)
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Figure 7 Building cluster fossil fuel reduction optimization
process.

CH-12-008



CH-12-008

IL 6C 11 81 %SL 6S LS L= (94 0 €8 LET Ly Sel MV syueqiie] Vg
99 €T S 81 %SL 16 (94 4 159 0 L 90T LE S NN g v.
29 0T 4 81 %SL 14 144 9 0S 0 9 81 0¢ 98 LN BUS[OH €9
S9 (44 € 6l %9L i 9% S 49 0 1L £€0C 143 L6 LA™ uojsurpng v9
19 61 I 81 %YL 144 (44 8 0s 0 6S L91 9T €L 0D ssuudgoperojo)~gg
L9 [44 € 61 %YL 8 94 8 €S 0 S9 S8l1 6T 8 I 08ed1y) V¢S
29 0¢ 1 81 %CL 144 [44 8 0s 0 9¢ 651 1 {4 89 VM o[meds D
19 61 0 81 %L [44 (114 11 159 0 LS 791 €C 99 AN enbronbnqry gy
L9 1T 4 0¢ %YL 14 144 11 129 0 29 8LI 9C SL AN 2lowneq Vi
29 61 I 81 %CL (44 (4 1T 5Y 0 [49 0ST 0¢C 8¢ NS JLHIIUAR NS
€9 61 0 61 %LL oy 8¢ 14! s 0 09 CLl [44 9 XL osedd d¢
0L (44 ! IC %YL 974 134 Sl LS 0 29 9L1 144 89 NL siydweN~v ¢
9 61 0 61 %08 6¢ LE L1 [3Y 0 89 Sol €C L9 ZV xmoyd 4qc
SL €T 0 (44 %LL Sy 194 61 29 0 89 y61 14 69 X1 U0ISnoH V¢
18 144 0 ¥ %8L 14 144 144 L9 0 €L 80C 14 89 T4 TWelN Vv
~7 i~
= =]
= = =
uoponpay | InA w10 | sen 2918 B gl @ s
na ni e IEN 1 AS10uy 32un0§ ni ULy, |jeNydang| ydang qm 7 S E e S ES
921n0g30L,| MSIOL | Yoangons | yaang s g 0L oS < g = <9
92an0g 9, 0L $SIXT 9o NS = =3 E =8 uordoy
= = s S .
23 g3 % g A REIILEINY
< w s 0 ] B =®
= S = w = = =
3 22 | 38 & %3
0 - 9]
YT [EULION L B[S [EINO100 L , S0°T JO "I Sen) Suis() 99aN0S 0) UOISIIAUOD) £ & g2 ] g
. 10} [EULIOUL-1E[0 9400] AWNSSY ¢{JHD JO I [€912103Y I, 33 10 Surpymg Sururofpy 03 [emiIay, E E
“MHA ° JO 3[eS dWNSSY A\H JO Sun(oR], dL193[q & &
A | ymet | gy | g A | AW | e | gy | ymgd | gy | yme | ymed | yme
(d-1) Bunyoea] o1303[3 Hwi] dHD [ednai0dyl  °L| d|qeL

22



23

yee 16 33 96 %SL 881 6L1 € 961 0 19T oL (94! Y44 MV Sueqire] vg
80C €L S1 LS %SL 91 Sl S 6S1 0 LTT 6v9 911 1€€ NN g v,
961 €9 L 9¢ %SL Il 6¢1 81 LST 0 10T SLS 6 0LT LN BUS[SH d9
L0T 69 11 6S %9L €Sl Syl LT €91 0 1414 6€9 LOT 0€ LA uojsurng vo9
y61 09 € LS %L )41 eel 4 861 0 681 8¢C¢S 18 1€C 00 s3undgoperojo)yg¢
11c 0L 6 09 %L 051 341 144 L91 0 S0¢T 78S 6 ¥9¢ I 08ed1y)”V§
S61 29 S LS %CL 8¢1 £ LT 861 0 SLT 10S SL €Ic VM 9edS D
¥61 6S I 8¢S %YL (431 9C1 143 091 0 181 91¢ €L 60¢ NN onbronbnqry gy
[4Y4 L9 S 9 %YL 144! LET 143 ILT 0 L61 29§ €8 9¢C AN 210umeq” Vi
61 65 4 8¢ %CL €el 9C1 €€ 091 0 S91 Ly 9 81 VO 00suRIJUBS DE
861 09 I 6S %LL LTl |14} 34 91 0 061 1349 0L 10T XL OsedId d€
(444 69 14 S9 %L i Sel 9% 181 0 S61 96§ SL €1c NL™siydus N~ v e
€0¢C 19 0 19 %08 (44! LTT [4Y 691 0 SIc S19 YL 11¢ ZV Xwaoyd g¢
9¢¢ L I 0L %LL vl 9¢l 09 So6l 0 y1¢ 119 9L 91¢C XL U0ISnoH V¢
96T LL 0 LL %8L 94! 8¢l SL €Ic 0 6TC §s9 9L 91¢ Td TWeIN VI
S S
= =
. 2 3
woponpay | INA 1eIH 10 sen = Y @ =S
oot o | s oo B0 | ovmos | M oy ongaang | W P2 E ) 52 E S E
SIOL| OMSIOL | WS | wpungaNS | o MSIOL | T oa | wamon | UHANINS = > X m 5o
e S g3 o 23 oISy JayIEIA
g 3 g 9w < 20
= & E 0 o E =
SIS RS
] [PULIOY L 1E(0S (€100 L S0°1 JO "B SeO SuIsn 32.1N0§ 0) UOISIIAUOD) w8 W m 3 nmb 172}
‘ Bm.n .E [PULIDY L -1E[0S e\.s: aumssy (dHD JO JwI [813.109Y L, 3y} 1o uip[ing - S S
) ° Sururofpy 0) [ewIdY L, JO 3[BS dWINSSY AAH( JO Sundrl], dLIY & &
QLA | QWA | /AN | WA LA QWA | WA | WA | WA | WA | AR | /AN | U AR
(1S) BunjoeiL d1309]3 NWI JHO [e9)8I08YL  °LL B|qEL

CH-12-008



	ABSTRACT
	INTRODUCTION
	APPROACH
	Figure 1 Lowest cost path to a building configuration that uses net zero energy.
	BUILDING DESCRIPTION
	LOCATIONS
	Energy Modeling
	Improved Building ENVELOPE
	Figure 2 A Section of the first floor plan for the UEPH barracks.
	Figure 3 Elevation view and rendering of the energy simulation model.
	Table 1. Climate Zones and Cities Used for Simulations
	Air Tightness
	Insulation of Nontransparent Building Components
	Table 2. Model Assumptions
	Infiltration
	Figure 4 Insulation life cycle cost for business as usual and passiv haus.
	Ventilation
	Lighting
	Table 5. Infiltration Leakage Rates
	Table 6. Lighting Design by Atelier Ten
	Domestic Hot water
	Plug Loads
	HVAC and Hot Water Boiler
	Table 7. UEPH Apartment Unit Internal Load Schedules
	Solar Hot water
	Results
	Figure 5 UEPH energy efficiency measures (EEMs).
	Figure 6 UEPH % savings with comparison to EISA targets.
	Conclusions
	ACKNOWLEDGMENTS
	References
	Table 9. Baseline UEPH (Site Energy)
	Table 10. Energy Efficient UEPH (Site Energy) (I-P)
	Table 8. UEPH Energy Efficiency Measures Results (SI)
	Table 10. Energy Efficient UEPH (Site Energy) (SI)
	Figure 7 Building cluster fossil fuel reduction optimization process.
	Table 3. Wall and Roof Insulation Values
	Table 4. Window Values
	Table 8. UEPH Energy Efficiency Measures Results (I-P)
	Table 8. UEPH Energy Efficiency Measures Cumulative % Savings (I-P and SI)
	Table 11. Theoretical CHP Limit Electric Tracking (I-P)
	Table 11. Theoretical CHP Limit Electric Tracking (SI)


<<
  /ASCII85EncodePages false
  /AllowTransparency false
  /AutoPositionEPSFiles true
  /AutoRotatePages /None
  /Binding /Left
  /CalGrayProfile (Gray Gamma 2.2)
  /CalRGBProfile (None)
  /CalCMYKProfile (U.S. Web Coated \050SWOP\051 v2)
  /sRGBProfile (sRGB IEC61966-2.1)
  /CannotEmbedFontPolicy /Warning
  /CompatibilityLevel 1.6
  /CompressObjects /Tags
  /CompressPages true
  /ConvertImagesToIndexed true
  /PassThroughJPEGImages true
  /CreateJobTicket false
  /DefaultRenderingIntent /Default
  /DetectBlends true
  /DetectCurves 0.0000
  /ColorConversionStrategy /LeaveColorUnchanged
  /DoThumbnails false
  /EmbedAllFonts true
  /EmbedOpenType false
  /ParseICCProfilesInComments true
  /EmbedJobOptions true
  /DSCReportingLevel 0
  /EmitDSCWarnings false
  /EndPage -1
  /ImageMemory 1048576
  /LockDistillerParams false
  /MaxSubsetPct 100
  /Optimize false
  /OPM 1
  /ParseDSCComments true
  /ParseDSCCommentsForDocInfo true
  /PreserveCopyPage true
  /PreserveDICMYKValues true
  /PreserveEPSInfo true
  /PreserveFlatness true
  /PreserveHalftoneInfo false
  /PreserveOPIComments true
  /PreserveOverprintSettings true
  /StartPage 1
  /SubsetFonts true
  /TransferFunctionInfo /Apply
  /UCRandBGInfo /Preserve
  /UsePrologue false
  /ColorSettingsFile ()
  /AlwaysEmbed [ true
    /ACaslon-Bold
    /ACaslon-Italic
    /ACaslonPro-Bold
    /ACaslonPro-BoldItalic
    /ACaslonPro-Italic
    /ACaslonPro-Regular
    /ACaslonPro-Semibold
    /ACaslonPro-SemiboldItalic
    /AdobeArabic-Bold
    /AdobeArabic-BoldItalic
    /AdobeArabic-Italic
    /AdobeArabic-Regular
    /AdobeFangsongStd-Regular
    /AdobeFanHeitiStd-Bold
    /AdobeGothicStd-Bold
    /AdobeHebrew-Bold
    /AdobeHebrew-BoldItalic
    /AdobeHebrew-Italic
    /AdobeHebrew-Regular
    /AdobeHeitiStd-Regular
    /AdobeKaitiStd-Regular
    /AdobeMingStd-Light
    /AdobeMyungjoStd-Medium
    /AdobeSongStd-Light
    /AGaramond-Bold
    /AGaramond-BoldItalic
    /AGaramond-Italic
    /AGaramondPro-Bold
    /AGaramondPro-BoldItalic
    /AGaramondPro-Italic
    /AGaramondPro-Regular
    /AGaramond-Regular
    /AGaramond-Semibold
    /AGaramond-SemiboldItalic
    /AgencyFB-Bold
    /AgencyFB-Reg
    /Aharoni-Bold
    /AirConditioner
    /AlbertusExtraBold
    /AlbertusMedium
    /Aldine401BT-BoldA
    /Aldine401BT-BoldItalicA
    /Aldine401BT-ItalicA
    /Aldine401BT-RomanA
    /Aldine721BT-Bold
    /Aldine721BT-BoldItalic
    /Aldine721BT-Italic
    /Aldine721BT-Light
    /Aldine721BT-LightItalic
    /Aldine721BT-Roman
    /Algerian
    /AllegroBT-Regular
    /Americana
    /Americana-Bold
    /Americana-ExtraBold
    /Americana-Italic
    /Amienne
    /Amienne-Bold
    /Andalus
    /AngsanaNew
    /AngsanaNew-Bold
    /AngsanaNew-BoldItalic
    /AngsanaNew-Italic
    /AngsanaUPC
    /AngsanaUPC-Bold
    /AngsanaUPC-BoldItalic
    /AngsanaUPC-Italic
    /Annifont
    /Aparajita
    /Aparajita-Bold
    /Aparajita-BoldItalic
    /Aparajita-Italic
    /ArabicTypesetting
    /Architecture-Normal
    /ARDS1
    /Arial-Black
    /Arial-BlackItalic
    /Arial-BoldItalicMT
    /Arial-BoldMT
    /Arial-ItalicMT
    /ArialMT
    /ArialNarrow
    /ArialNarrow-Bold
    /ArialNarrow-BoldItalic
    /ArialNarrow-Italic
    /ArialRoundedMTBold
    /ArialUnicodeMS
    /ArnoPro-Bold
    /ArnoPro-BoldCaption
    /ArnoPro-BoldDisplay
    /ArnoPro-BoldItalic
    /ArnoPro-BoldItalicCaption
    /ArnoPro-BoldItalicDisplay
    /ArnoPro-BoldItalicSmText
    /ArnoPro-BoldItalicSubhead
    /ArnoPro-BoldSmText
    /ArnoPro-BoldSubhead
    /ArnoPro-Caption
    /ArnoPro-Display
    /ArnoPro-Italic
    /ArnoPro-ItalicCaption
    /ArnoPro-ItalicDisplay
    /ArnoPro-ItalicSmText
    /ArnoPro-ItalicSubhead
    /ArnoPro-LightDisplay
    /ArnoPro-LightItalicDisplay
    /ArnoPro-Regular
    /ArnoPro-Smbd
    /ArnoPro-SmbdCaption
    /ArnoPro-SmbdDisplay
    /ArnoPro-SmbdItalic
    /ArnoPro-SmbdItalicCaption
    /ArnoPro-SmbdItalicDisplay
    /ArnoPro-SmbdItalicSmText
    /ArnoPro-SmbdItalicSubhead
    /ArnoPro-SmbdSmText
    /ArnoPro-SmbdSubhead
    /ArnoPro-SmText
    /ArnoPro-Subhead
    /Arnprior
    /AvantGardeITCbyBT-Book
    /AvantGardeITCbyBT-BookOblique
    /AvantGardeITCbyBT-Demi
    /AvantGardeITCbyBT-DemiOblique
    /AvantGardeITCbyBT-Medium
    /BacktoBay6Regular
    /BakerSignet
    /BankGothicBT-Light
    /BankGothicBT-Medium
    /BaskOldFace
    /Bastard
    /Batang
    /BatangChe
    /BauerBodoniBT-Black
    /BauerBodoniBT-BlackCondensed
    /BauerBodoniBT-BlackItalic
    /BauerBodoniBT-Bold
    /BauerBodoniBT-BoldCondensed
    /BauerBodoniBT-BoldItalic
    /BauerBodoniBT-Italic
    /BauerBodoniBT-Roman
    /BauerBodoniBT-Titling
    /Bauhaus93
    /Baveuse
    /BelchingUpSalisburySteak
    /BellaDonna
    /BellGothic-Black
    /BellGothic-Bold
    /BellGothic-Light
    /BellGothicStd-Black
    /BellGothicStd-Bold
    /BellMT
    /BellMTBold
    /BellMTItalic
    /BenguiatITCbyBT-Bold
    /BenguiatITCbyBT-BoldItalic
    /BenguiatITCbyBT-Book
    /BenguiatITCbyBT-BookItalic
    /BerlinSansFB-Bold
    /BerlinSansFBDemi-Bold
    /BerlinSansFB-Reg
    /BermudaLP-Squiggle
    /BernardMT-Condensed
    /BernhardFashionBT-Regular
    /BernhardModern-Bold
    /BernhardModern-BoldItalic
    /BernhardModernBT-Bold
    /BernhardModernBT-BoldItalic
    /BernhardModern-Italic
    /BernhardModern-Roman
    /Berylium
    /Berylium-BoldItalic
    /BeverlyHillsCop
    /BickhamScriptPro-Bold
    /BickhamScriptPro-Regular
    /BickhamScriptPro-Semibold
    /Biondi
    /Biondi-Light
    /Birch
    /BirchStd
    /BlackadderITC-Regular
    /Blackoak
    /BlackoakStd
    /BlueHighway
    /BlueHighway-Bold
    /BlueHighwayCondensed
    /BlueHighwayDType
    /BlueHighwayLinocut
    /BodoniBT-Bold
    /BodoniBT-BoldCondensed
    /BodoniBT-BoldItalic
    /BodoniBT-Book
    /BodoniBT-BookItalic
    /BodoniBT-Italic
    /BodoniBT-Roman
    /BodoniMT
    /BodoniMTBlack
    /BodoniMTBlack-Italic
    /BodoniMT-Bold
    /BodoniMT-BoldItalic
    /BodoniMTCondensed
    /BodoniMTCondensed-Bold
    /BodoniMTCondensed-BoldItalic
    /BodoniMTCondensed-Italic
    /BodoniMT-Italic
    /BodoniMTPosterCompressed
    /BodoniStd-Bold
    /BodoniStd-BoldItalic
    /BodoniStd-Book
    /BodoniStd-BookItalic
    /BookAntiqua
    /BookAntiqua-Bold
    /BookAntiqua-BoldItalic
    /BookAntiqua-Italic
    /BookmanITCbyBT-Demi
    /BookmanITCbyBT-DemiItalic
    /BookmanITCbyBT-Light
    /BookmanITCbyBT-LightItalic
    /BookmanOldStyle
    /BookmanOldStyle-Bold
    /BookmanOldStyle-BoldItalic
    /BookmanOldStyle-Italic
    /BookshelfSymbolSeven
    /Boopee
    /Boopee-Bold
    /BradleyHandITC
    /BremenBT-Bold
    /BritannicBold
    /Broadway
    /BrokenWing
    /BrowalliaNew
    /BrowalliaNew-Bold
    /BrowalliaNew-BoldItalic
    /BrowalliaNew-Italic
    /BrowalliaUPC
    /BrowalliaUPC-Bold
    /BrowalliaUPC-BoldItalic
    /BrowalliaUPC-Italic
    /Brush445BT-Regular
    /Brush738BT-RegularA
    /BrushScriptBT-Regular
    /BrushScriptMT
    /BrushScriptStd
    /BurnstownDam
    /Byington
    /Byington-Bold
    /Byington-Italic
    /Calibri
    /Calibri-Bold
    /Calibri-BoldItalic
    /Calibri-Italic
    /CalifornianFB-Bold
    /CalifornianFB-Italic
    /CalifornianFB-Reg
    /CalisMTBol
    /CalistoMT
    /CalistoMT-BoldItalic
    /CalistoMT-Italic
    /Cambria
    /Cambria-Bold
    /Cambria-BoldItalic
    /Cambria-Italic
    /CambriaMath
    /Candara
    /Candara-Bold
    /Candara-BoldItalic
    /Candara-Italic
    /CarbonBlock
    /CaslonBT-Bold
    /CaslonBT-BoldItalic
    /CaslonOldFaceBT-Heavy
    /CaslonOldFaceBT-Italic
    /CaslonOldFaceBT-Roman
    /Castellar
    /CastleT-Bold
    /CastleT-Book
    /CastleT-Ligh
    /CastleT-Ultr
    /CatharsisRequiem
    /CatharsisRequiemBold
    /CatholicSchoolGirlsIntlBB
    /Catriel
    /Catriel-Bold
    /Catriel-BoldItalic
    /Catriel-Italic
    /Centaur
    /Century
    /Century725BT-Black
    /Century725BT-Bold
    /Century725BT-BoldCondensed
    /Century725BT-Italic
    /Century725BT-Roman
    /Century725BT-RomanCondensed
    /CenturyGothic
    /CenturyGothic-Bold
    /CenturyGothic-BoldItalic
    /CenturyGothic-Italic
    /CenturyOldStyle-Bold
    /CenturyOldStyle-Italic
    /CenturyOldStyle-Regular
    /CenturySchoolbook
    /CenturySchoolbook-Bold
    /CenturySchoolbook-BoldItalic
    /CenturySchoolbook-Italic
    /Chaparral-Display
    /ChaparralPro-Bold
    /ChaparralPro-BoldIt
    /ChaparralPro-Italic
    /ChaparralPro-Regular
    /Charlemagne-Bold
    /Charlemagne-Regular
    /CharlemagneStd-Bold
    /CharlesworthBold
    /Charting
    /CheltenhamBT-Bold
    /CheltenhamBT-BoldCondensed
    /CheltenhamBT-BoldCondItalic
    /CheltenhamBT-BoldExtraCondensed
    /CheltenhamBT-BoldHeadline
    /CheltenhamBT-BoldItalic
    /CheltenhamBT-BoldItalicHeadline
    /CheltenhamBT-Italic
    /CheltenhamBT-Roman
    /CheltenhamITCbyBT-Bold
    /CheltenhamITCbyBT-BoldItalic
    /CheltenhamITCbyBT-Book
    /CheltenhamITCbyBT-BookItalic
    /Chiller-Regular
    /ChromosomeLight
    /Cipher
    /ClarendonBT-Black
    /ClarendonBT-Bold
    /ClarendonBT-BoldCondensed
    /ClarendonBT-Heavy
    /ClarendonBT-Light
    /ClarendonBT-Roman
    /ClarendonBT-RomanCondensed
    /ClassicalSans-BoldCond-DTC
    /ClassicalSans-Bold-DTC
    /ClassicalSans-BoldIta-DTC
    /ClassicalSans-Cond-DTC
    /ClassicalSans-ExBdCond-DTC
    /ClassicalSans-ExBold-DTC
    /ClassicalSans-ExCond-DTC
    /ClassicalSans-Light-DTC
    /ClassicalSans-LightIta-DTC
    /ClassicalSans-MedIta-DTC
    /ClassicalSans-Medium-DTC
    /ClassicalSans-RegIta-DTC
    /ClassicalSans-Regular-DTC
    /ClassicalSans-UltBdCnd-DTC
    /ClassicalSans-UltBold-DTC
    /Clocks
    /ColonnaMT
    /ColourBrush
    /ComicSansMS
    /ComicSansMS-Bold
    /CommercialPiBT-Regular
    /Consolas
    /Consolas-Bold
    /Consolas-BoldItalic
    /Consolas-Italic
    /Constantia
    /Constantia-Bold
    /Constantia-BoldItalic
    /Constantia-Italic
    /CooperBlack
    /CooperBlackStd
    /CooperBlackStd-Italic
    /CooperBT-Black
    /CooperBT-BlackHeadline
    /CooperBT-BlackItalic
    /CooperBT-BlackItalicHeadline
    /CooperBT-BlackOutline
    /CooperBT-Bold
    /CooperBT-BoldItalic
    /CooperBT-Light
    /CooperBT-LightItalic
    /CooperBT-Medium
    /CooperBT-MediumItalic
    /CopperplateGothic-Bold
    /CopperplateGothicBT-Bold
    /CopperplateGothic-Light
    /Corbel
    /Corbel-Bold
    /Corbel-BoldItalic
    /Corbel-Italic
    /CordiaNew
    /CordiaNew-Bold
    /CordiaNew-BoldItalic
    /CordiaNew-Italic
    /CordiaUPC
    /CordiaUPC-Bold
    /CordiaUPC-BoldItalic
    /CordiaUPC-Italic
    /CourierNewPS-BoldItalicMT
    /CourierNewPS-BoldMT
    /CourierNewPS-ItalicMT
    /CourierNewPSMT
    /CreditValley
    /CreditValley-Bold
    /CreditValley-BoldItalic
    /CreditValley-Italic
    /CurlzMT
    /Cutout
    /DadsRecipe
    /DaunPenh
    /DauphinPlain
    /David
    /David-Bold
    /DFKaiShu-SB-Estd-BF
    /DilleniaUPC
    /DilleniaUPCBold
    /DilleniaUPCBoldItalic
    /DilleniaUPCItalic
    /DistrictThin
    /DokChampa
    /Dotum
    /DotumChe
    /DumpsterDiver
    /Dutch766BT-BoldA
    /Dutch766BT-ItalicA
    /Dutch766BT-RomanA
    /Dutch801BT-Bold
    /Dutch801BT-BoldItalic
    /Dutch801BT-ExtraBold
    /Dutch801BT-ExtraBoldItalic
    /Dutch801BT-Italic
    /Dutch801BT-ItalicHeadline
    /Dutch801BT-Roman
    /Dutch801BT-RomanHeadline
    /Dutch801BT-SemiBold
    /Dutch801BT-SemiBoldItalic
    /Dutch809BT-BoldC
    /Dutch809BT-ItalicC
    /Dutch809BT-RomanC
    /Dutch811BT-BoldD
    /Dutch811BT-BoldItalicD
    /Dutch811BT-ItalicD
    /Dutch811BT-RomanD
    /Dutch823BT-BoldB
    /Dutch823BT-BoldItalicB
    /Dutch823BT-ItalicB
    /Dutch823BT-RomanB
    /EarwigFactory
    /Ebrima
    /Ebrima-Bold
    /EccentricStd
    /EdwardianScriptITC
    /Elephant-Italic
    /Elephant-Regular
    /Emboss-Normal
    /EnemaLight
    /English111VivaceBT-Regular
    /EngraversMT
    /EraserRegular
    /ErasITC-Bold
    /ErasITC-Demi
    /ErasITC-Light
    /ErasITC-Medium
    /EstrangeloEdessa
    /Euclid
    /Euclid-Bold
    /Euclid-BoldItalic
    /EuclidExtra
    /EuclidExtra-Bold
    /EuclidFraktur
    /EuclidFraktur-Bold
    /Euclid-Italic
    /EuclidMathOne
    /EuclidMathOne-Bold
    /EuclidMathTwo
    /EuclidMathTwo-Bold
    /EuclidSymbol
    /EuclidSymbol-Bold
    /EuclidSymbol-BoldItalic
    /EuclidSymbol-Italic
    /EucrosiaUPC
    /EucrosiaUPCBold
    /EucrosiaUPCBoldItalic
    /EucrosiaUPCItalic
    /EuphemiaCAS
    /EuphorigenicS
    /EuroSig
    /Exotic350BT-Bold
    /Exotic350BT-DemiBold
    /Exotic350BT-Light
    /FangSong
    /FelixTitlingMT
    /Fences
    /FencesPlain
    /FolioBT-Bold
    /FolioBT-BoldCondensed
    /FolioBT-Book
    /FolioBT-ExtraBold
    /FolioBT-Light
    /FolioBT-LightItalic
    /FolioBT-Medium
    /FootlightMTLight
    /ForteMT
    /FranklinGothic-Book
    /FranklinGothic-BookItalic
    /FranklinGothic-Demi
    /FranklinGothic-DemiCond
    /FranklinGothic-DemiItalic
    /FranklinGothic-Heavy
    /FranklinGothic-HeavyItalic
    /FranklinGothicITCbyBT-Book
    /FranklinGothicITCbyBT-BookItal
    /FranklinGothicITCbyBT-Demi
    /FranklinGothicITCbyBT-DemiItal
    /FranklinGothicITCbyBT-Heavy
    /FranklinGothicITCbyBT-HeavyItal
    /FranklinGothic-Medium
    /FranklinGothic-MediumCond
    /FranklinGothic-MediumItalic
    /FrankRuehl
    /FreesiaUPC
    /FreesiaUPCBold
    /FreesiaUPCBoldItalic
    /FreesiaUPCItalic
    /FreestyleScript-Regular
    /FrenchScriptMT
    /FrizQuadrata
    /FrizQuadrata-Bold
    /FrizQuadrataITCbyBT-Bold
    /FrizQuadrataITCbyBT-Roman
    /FuturaBlackBT-Regular
    /FuturaBT-Bold
    /FuturaBT-BoldCondensed
    /FuturaBT-BoldCondensedItalic
    /FuturaBT-BoldItalic
    /FuturaBT-Book
    /FuturaBT-BookItalic
    /FuturaBT-ExtraBlack
    /FuturaBT-ExtraBlackCondensed
    /FuturaBT-ExtraBlackCondItalic
    /FuturaBT-ExtraBlackItalic
    /FuturaBT-Heavy
    /FuturaBT-HeavyItalic
    /FuturaBT-Light
    /FuturaBT-LightCondensed
    /FuturaBT-LightItalic
    /FuturaBT-Medium
    /FuturaBT-MediumCondensed
    /FuturaBT-MediumItalic
    /FuturaLtCnBTItalic
    /FuturaMdCnBTItalic
    /Gabriola
    /GalliardITCbyBT-Bold
    /GalliardITCbyBT-BoldItalic
    /GalliardITCbyBT-Italic
    /GalliardITCbyBT-Roman
    /Garamond
    /Garamond-Antiqua
    /Garamond-Bold
    /Garamond-Halbfett
    /Garamond-Italic
    /GaramondITCbyBT-Bold
    /GaramondITCbyBT-BoldCondensed
    /GaramondITCbyBT-BoldCondItalic
    /GaramondITCbyBT-BoldItalic
    /GaramondITCbyBT-Book
    /GaramondITCbyBT-BookCondensed
    /GaramondITCbyBT-BookCondItalic
    /GaramondITCbyBT-BookItalic
    /Garamond-Kursiv
    /Garamond-KursivHalbfett
    /GaramondNo4CyrTCY-Ligh
    /GaramondNo4CyrTCY-LighItal
    /GaramondNo4CyrTCY-Medi
    /GaramondPremrPro
    /GaramondPremrPro-It
    /GaramondPremrPro-Smbd
    /GaramondPremrPro-SmbdIt
    /Gautami
    /Gautami-Bold
    /GeographicSymbolsNormal
    /Georgia
    /Georgia-Bold
    /Georgia-BoldItalic
    /Georgia-Italic
    /GiddyupStd
    /Gigi-Regular
    /GillSansMT
    /GillSansMT-Bold
    /GillSansMT-BoldItalic
    /GillSansMT-Condensed
    /GillSansMT-ExtraCondensedBold
    /GillSansMT-Italic
    /GillSans-UltraBold
    /GillSans-UltraBoldCondensed
    /Gisha
    /Gisha-Bold
    /Glitch0
    /Glitch1
    /GloucesterMT-ExtraCondensed
    /GoudyCatalogueBT-Regular
    /GoudyHandtooledBT-Regular
    /GoudyHeavyfaceBT-Regular
    /GoudyHeavyfaceBT-RegularCond
    /GoudyOldStyleBT-Bold
    /GoudyOldStyleBT-BoldItalic
    /GoudyOldStyleBT-ExtraBold
    /GoudyOldStyleBT-Italic
    /GoudyOldStyleBT-Roman
    /GoudyOldStyleT-Bold
    /GoudyOldStyleT-Italic
    /GoudyOldStyleT-Regular
    /GoudySansITCbyBT-Black
    /GoudySansITCbyBT-BlackItalic
    /GoudySansITCbyBT-Bold
    /GoudySansITCbyBT-BoldItalic
    /GoudySansITCbyBT-Light
    /GoudySansITCbyBT-LightItalic
    /GoudySansITCbyBT-Medium
    /GoudySansITCbyBT-MediumItalic
    /GoudyStout
    /Grad
    /GreymantleMVB
    /Gridder-NEG
    /Gridder-OFF
    /Gridder-POS
    /Gulim
    /GulimChe
    /Gungsuh
    /GungsuhChe
    /Haettenschweiler
    /HarlowSolid
    /Harrington
    /HeavyHeap
    /Helvetica
    /Helvetica-Bold
    /Helvetica-BoldOblique
    /Helvetica-Condensed
    /Helvetica-Condensed-Black
    /Helvetica-Condensed-BlackObl
    /Helvetica-Narrow
    /Helvetica-Narrow-Bold
    /Helvetica-Narrow-BoldOblique
    /Helvetica-Narrow-Oblique
    /HelveticaNeue-Heavy
    /HelveticaNeue-HeavyItalic
    /HelveticaNeue-Medium
    /HelveticaNeue-MediumItalic
    /Helvetica-Oblique
    /HighTowerText-Italic
    /HighTowerText-Reg
    /HoboStd
    /HomePlanning
    /HomePlanning2
    /Humanist521BT-Bold
    /Humanist521BT-BoldCondensed
    /Humanist521BT-BoldItalic
    /Humanist521BT-ExtraBold
    /Humanist521BT-Italic
    /Humanist521BT-Light
    /Humanist521BT-LightItalic
    /Humanist521BT-Roman
    /Humanist521BT-RomanCondensed
    /Humanist521BT-UltraBold
    /Humanist521BT-XtraBoldCondensed
    /Humanist531BT-BlackA
    /Humanist531BT-BoldA
    /Humanist531BT-RomanA
    /Humanist531BT-UltraBlackA
    /Humanist777BT-BlackB
    /Humanist777BT-BlackItalicB
    /Humanist777BT-BoldB
    /Humanist777BT-BoldItalicB
    /Humanist777BT-ItalicB
    /Humanist777BT-LightB
    /Humanist777BT-LightItalicB
    /Humanist777BT-RomanB
    /Humanist970BT-BoldC
    /Humanist970BT-RomanC
    /HumanistSlabserif712BT-Black
    /HumanistSlabserif712BT-Bold
    /HumanistSlabserif712BT-Italic
    /HumanistSlabserif712BT-Roman
    /HurryUp
    /Huxtable
    /Impact
    /ImprintMT-Shadow
    /Incised901BT-Compact
    /Indubitably
    /InformalRoman-Regular
    /InterleafSymbols
    /IrisUPC
    /IrisUPCBold
    /IrisUPCBoldItalic
    /IrisUPCItalic
    /Isabella
    /IskoolaPota
    /IskoolaPota-Bold
    /ITCFranklinGothicStd-Book
    /ITCFranklinGothicStd-BookIt
    /ITCFranklinGothicStd-Demi
    /ITCFranklinGothicStd-DemiIt
    /ITCFranklinGothicStd-Hvy
    /ITCFranklinGothicStd-HvyIt
    /ITCFranklinGothicStd-Med
    /ITCFranklinGothicStd-MedIt
    /JasmineUPC
    /JasmineUPCBold
    /JasmineUPCBoldItalic
    /JasmineUPCItalic
    /JJStencilTrialVersion
    /Jokerman-Regular
    /Juergen
    /Juergen-BoldKursiv
    /Juergen-Italic
    /JuiceITC-Regular
    /KabelITCbyBT-Book
    /KabelITCbyBT-Ultra
    /KaiTi
    /Kalinga
    /Kalinga-Bold
    /Kartika
    /Kartika-Bold
    /Kaufmann
    /Kaufmann-Bold
    /Khaki-Two
    /KhmerUI
    /KhmerUI-Bold
    /Kidnap
    /KodchiangUPC
    /KodchiangUPCBold
    /KodchiangUPCBoldItalic
    /KodchiangUPCItalic
    /Kokila
    /Kokila-Bold
    /Kokila-BoldItalic
    /Kokila-Italic
    /KozGoPr6N-Bold
    /KozGoPr6N-ExtraLight
    /KozGoPr6N-Heavy
    /KozGoPr6N-Light
    /KozGoPr6N-Medium
    /KozGoPr6N-Regular
    /KozGoPro-Bold
    /KozGoPro-ExtraLight
    /KozGoPro-Heavy
    /KozGoPro-Light
    /KozGoPro-Medium
    /KozGoPro-Regular
    /KozMinPr6N-Bold
    /KozMinPr6N-ExtraLight
    /KozMinPr6N-Heavy
    /KozMinPr6N-Light
    /KozMinPr6N-Medium
    /KozMinPr6N-Regular
    /KozMinPro-Bold
    /KozMinPro-ExtraLight
    /KozMinPro-Heavy
    /KozMinPro-Light
    /KozMinPro-Medium
    /KozMinPro-Regular
    /Kredit
    /KristenITC-Regular
    /KunstlerScript
    /LandscapePlanning
    /LaoUI
    /LaoUI-Bold
    /Latha
    /Latha-Bold
    /LatinWide
    /Leelawadee
    /Leelawadee-Bold
    /LetterGothic
    /LetterGothic-Bold
    /LetterGothic-BoldSlanted
    /LetterGothicMT
    /LetterGothicMT-Bold
    /LetterGothicMT-BoldOblique
    /LetterGothicMT-Oblique
    /LetterGothic-Slanted
    /LetterGothicStd
    /LetterGothicStd-Bold
    /LetterGothicStd-BoldSlanted
    /LetterGothicStd-Slanted
    /LevenimMT
    /LevenimMT-Bold
    /LibelSuit
    /Ligurino
    /Ligurino-Bold
    /LigurinoCondensed
    /Ligurino-Italic
    /LilyUPC
    /LilyUPCBold
    /LilyUPCBoldItalic
    /LilyUPCItalic
    /Lithograph
    /Lithograph-Bold
    /LithographLight
    /LithosPro-Black
    /LithosPro-Regular
    /LucidaBright
    /LucidaBright-Demi
    /LucidaBright-DemiItalic
    /LucidaBright-Italic
    /LucidaCalligraphy-Italic
    /LucidaConsole
    /LucidaFax
    /LucidaFax-Demi
    /LucidaFax-DemiItalic
    /LucidaFax-Italic
    /LucidaHandwriting-Italic
    /LucidaSans
    /LucidaSans-Demi
    /LucidaSans-DemiItalic
    /LucidaSans-Italic
    /LucidaSans-Typewriter
    /LucidaSans-TypewriterBold
    /LucidaSans-TypewriterBoldOblique
    /LucidaSans-TypewriterOblique
    /LucidaSansUnicode
    /Magneto-Bold
    /MaiandraGD-Regular
    /MalgunGothic
    /MalgunGothicBold
    /MalgunGothicRegular
    /Mangal
    /Mangal-Bold
    /Mangal-Regular
    /Marlett
    /MathematicalPi-Five
    /MathematicalPi-Four
    /MathematicalPiLTStd
    /MathematicalPi-One
    /MathematicalPi-Six
    /MathematicalPi-Three
    /MathematicalPi-Two
    /MaturaMTScriptCapitals
    /Meiryo
    /Meiryo-Bold
    /Meiryo-BoldItalic
    /Meiryo-Italic
    /MeiryoUI
    /MeiryoUI-Bold
    /MeiryoUI-BoldItalic
    /MeiryoUI-Italic
    /MerriamExt
    /MerriamIPA
    /MerriamRegular
    /MerriamWebsterSpecial
    /MesquiteStd
    /MicrosoftHimalaya
    /MicrosoftJhengHeiBold
    /MicrosoftJhengHeiRegular
    /MicrosoftNewTaiLue
    /MicrosoftNewTaiLue-Bold
    /MicrosoftPhagsPa
    /MicrosoftPhagsPa-Bold
    /MicrosoftSansSerif
    /MicrosoftTaiLe
    /MicrosoftTaiLe-Bold
    /MicrosoftUighur
    /MicrosoftYaHei
    /MicrosoftYaHei-Bold
    /Microsoft-Yi-Baiti
    /MingLiU
    /MingLiU-ExtB
    /Ming-Lt-HKSCS-ExtB
    /Ming-Lt-HKSCS-UNI-H
    /MinionPro-Bold
    /MinionPro-BoldCn
    /MinionPro-BoldCnIt
    /MinionPro-BoldIt
    /MinionPro-It
    /MinionPro-Medium
    /MinionPro-MediumIt
    /MinionPro-Regular
    /MinionPro-Semibold
    /MinionPro-SemiboldIt
    /MinyaNouvelle
    /MinyaNouvelleBold
    /MinyaNouvelleBoldItalic
    /MinyaNouvelleItalic
    /Miriam
    /MiriamFixed
    /Mistral
    /MMaCentury-Bold
    /MMaCentury-BoldItalic
    /MMaCentury-Italic
    /MMaCentury-Regular
    /MMaGreek-Bold
    /MMaGreek-BoldItalic
    /MMaGreek-Italic
    /MMaGreek-Regular
    /MMArrow
    /MMaTextBook-Bold
    /MMaTextBook-BoldItalic
    /MMaTextBook-Italic
    /MMaTextBook-Regular
    /MMBinary
    /MMCenturyOld
    /MMCenturyOldBold
    /MMCenturyOldBoldItalic
    /MMCenturyOldE
    /MMCenturyOldEBold
    /MMCenturyOldEBoldItalic
    /MMCenturyOldEItalic
    /MMCenturyOldGreek
    /MMCenturyOldGreekBold
    /MMCenturyOldItalic
    /MMCenturyOldK
    /MMCenturyOldKBold
    /MMCenturyOldKBoldItalic
    /MMCenturyOldKItalic
    /MMCenturyOldO
    /MMCenturyOldOBold
    /MMCenturyOldOBoldItalic
    /MMCenturyOldOItalic
    /MMCenturyOldS
    /MMCenturyOldSBold
    /MMCenturyOldSBoldItalic
    /MMCenturyOldSItalic
    /MMEtc
    /MMExtra
    /MMGreek
    /MMGreekBold
    /MMNegate
    /MMRelation
    /MMTextBook
    /MMTextBookBold
    /MMTextBookBoldItalic
    /MMTextBookItalic
    /MMTimesBold
    /MMTimesBoldItalic
    /MMTimesItalic
    /MMTimesRoman
    /MMVariable
    /MMVariableA
    /MMVariableB
    /MMVariableC
    /MMVariableD
    /Modern-Regular
    /Mojo
    /MongolianBaiti
    /MonotypeCorsiva
    /MoolBoran
    /MorseCode
    /MS-Gothic
    /MS-Mincho
    /MSOutlook
    /MS-PGothic
    /MS-PMincho
    /MSReferenceSansSerif
    /MSReferenceSpecialty
    /MS-UIGothic
    /MT-Extra
    /Mufferaw
    /Music
    /MusicalSymbolsNormal
    /MVBoli
    /MyriadPro-Black
    /MyriadPro-BlackCond
    /MyriadPro-Bold
    /MyriadPro-BoldCond
    /MyriadPro-BoldCondIt
    /MyriadPro-BoldIt
    /MyriadPro-Cond
    /MyriadPro-CondIt
    /MyriadPro-It
    /MyriadPro-LightCond
    /MyriadPro-Regular
    /MyriadPro-Semibold
    /MyriadPro-SemiboldCond
    /MyriadPro-SemiboldIt
    /Myriad-Tilt
    /MyriadWebPro
    /MyriadWebPro-Bold
    /MyriadWebPro-Condensed
    /MyriadWebPro-CondensedItalic
    /MyriadWebPro-Italic
    /Narkisim
    /Neuropol
    /News706BT-BoldC
    /News706BT-ItalicC
    /News706BT-RomanC
    /NewsGothic
    /NewsGothic-Bold
    /NewsGothic-BoldOblique
    /NewsGothicBT-Bold
    /NewsGothicBT-BoldCondensed
    /NewsGothicBT-BoldCondItalic
    /NewsGothicBT-BoldExtraCondensed
    /NewsGothicBT-BoldItalic
    /NewsGothicBT-Demi
    /NewsGothicBT-DemiItalic
    /NewsGothicBT-ExtraCondensed
    /NewsGothicBT-Italic
    /NewsGothicBT-ItalicCondensed
    /NewsGothicBT-Light
    /NewsGothicBT-LightItalic
    /NewsGothicBT-Roman
    /NewsGothicBT-RomanCondensed
    /NewsGothic-Oblique
    /NiagaraEngraved-Reg
    /NiagaraSolid-Reg
    /NSimSun
    /Nueva-BoldExtended
    /Nueva-BoldExtendedItalic
    /Nueva-Italic
    /Nueva-Roman
    /NuevaStd-BoldCond
    /NuevaStd-BoldCondItalic
    /NuevaStd-Cond
    /NuevaStd-CondItalic
    /Nyala-Regular
    /Nyx
    /OCRA
    /OCRA-Alternate
    /OCRAExtended
    /OCRAStd
    /OfficePlanning
    /OldEnglishTextMT
    /Onyx
    /OratorStd
    /OratorStd-Slanted
    /Ouch
    /OzHandicraftBT-Roman
    /PalaceScriptMT
    /PalatinoLinotype-Bold
    /PalatinoLinotype-BoldItalic
    /PalatinoLinotype-Italic
    /PalatinoLinotype-Roman
    /Papyrus-Regular
    /Parchment-Regular
    /ParisianBT-Regular
    /Perpetua
    /Perpetua-Bold
    /Perpetua-BoldItalic
    /Perpetua-Italic
    /PerpetuaTitlingMT-Bold
    /PerpetuaTitlingMT-Light
    /PlanetBenson2
    /PlantagenetCherokee
    /Playbill
    /PMingLiU
    /PMingLiU-ExtB
    /Pompeia-Inline
    /PoorRichard-Regular
    /PoplarStd
    /PosterBodoniBT-Roman
    /Postino-Italic
    /PrestigeElite
    /PrestigeElite-Bold
    /PrestigeElite-BoldSlanted
    /PrestigeElite-Slanted
    /PrestigeEliteStd-Bd
    /Pristina-Regular
    /Proteus
    /Pupcat
    /Raavi
    /RageItalic
    /Ravie
    /Rockwell
    /Rockwell-Bold
    /Rockwell-BoldItalic
    /Rockwell-Condensed
    /Rockwell-CondensedBold
    /Rockwell-ExtraBold
    /Rockwell-Italic
    /Rod
    /RosewoodStd-Regular
    /SakkalMajalla
    /SakkalMajallaBold
    /ScriptMTBold
    /SegoePrint
    /SegoePrint-Bold
    /SegoeScript
    /SegoeScript-Bold
    /SegoeUI
    /SegoeUI-Bold
    /SegoeUI-BoldItalic
    /SegoeUI-Italic
    /SegoeUI-Light
    /SegoeUI-SemiBold
    /SegoeUISymbol
    /Semaphore
    /SerifaBT-Bold
    /SerifaBT-Italic
    /SerifaBT-Roman
    /SerifaBT-Thin
    /ShonarBangla
    /ShonarBangla-Bold
    /ShowcardGothic-Reg
    /Shruti
    /Shruti-Bold
    /Shuriken-Boy
    /SignLanguage
    /Signs
    /SILGalatiaBold
    /SimHei
    /SimplifiedArabic
    /SimplifiedArabic-Bold
    /SimplifiedArabicFixed
    /SimSun
    /SimSun-ExtB
    /SnapITC-Regular
    /Socket
    /Souvenir-Bold
    /Souvenir-BoldItalic
    /Souvenir-Demi
    /Souvenir-DemiItalic
    /SouvenirITCbyBT-DemiItalic
    /SouvenirITCbyBT-Light
    /SouvenirITCbyBT-LightItalic
    /Souvenir-Light
    /Souvenir-LightItalic
    /Souvenir-Medium
    /Souvenir-MediumItalic
    /SpumoniLP
    /Square721
    /Square721Blk
    /Square721BT-Bold
    /Square721BT-BoldCondensed
    /Square721BT-BoldExtended
    /Square721BTItalic
    /Square721BT-Roman
    /Square721BT-RomanCondensed
    /Square721BT-RomanExtended
    /Square721Demi-Italic
    /Square721DmItalic
    /Square721DmNormal
    /SquareSlabserif711BT-Bold
    /SquareSlabserif711BT-Light
    /SquareSlabserif711BT-Medium
    /Staccato222BT-Regular
    /Stencil
    /StencilGothicBE
    /StencilStd
    /Stereofidelic
    /Swiss721BT-Black
    /Swiss721BT-BlackCondensed
    /Swiss721BT-BlackCondensedItalic
    /Swiss721BT-BlackExtended
    /Swiss721BT-BlackItalic
    /Swiss721BT-BlackOutline
    /Swiss721BT-BlackRounded
    /Swiss721BT-Bold
    /Swiss721BT-BoldCondensed
    /Swiss721BT-BoldCondensedItalic
    /Swiss721BT-BoldCondensedOutline
    /Swiss721BT-BoldExtended
    /Swiss721BT-BoldItalic
    /Swiss721BT-BoldOutline
    /Swiss721BT-BoldRounded
    /Swiss721BT-Heavy
    /Swiss721BT-HeavyItalic
    /Swiss721BT-Italic
    /Swiss721BT-ItalicCondensed
    /Swiss721BT-Light
    /Swiss721BT-LightCondensed
    /Swiss721BT-LightCondensedItalic
    /Swiss721BT-LightExtended
    /Swiss721BT-LightItalic
    /Swiss721BT-Medium
    /Swiss721BT-MediumItalic
    /Swiss721BT-Roman
    /Swiss721BT-RomanCondensed
    /Swiss721BT-RomanExtended
    /Swiss721BT-Thin
    /Swiss721BT-ThinItalic
    /Swiss911BT-ExtraCompressed
    /Swiss911BT-UltraCompressed
    /Swiss921BT-RegularA
    /Swiss924BT-RegularB
    /SwitzerlandLight-Italic
    /SwitzerlandLight-Normal
    /SwitzerlandNarrowBold
    /SwitzerlandNarrow-Bold
    /SwitzerlandNarrowBoldItalic
    /SwitzerlandNarrow-BoldItalic
    /SwitzerlandNarrowItalic
    /SwitzerlandNarrow-Italic
    /SwitzerlandNarrow-Normal
    /SwitzerlandNarrowPlain
    /SybilGreen
    /Sylfaen
    /Symbol
    /SymbolITCbyBT-Bold
    /SymbolITCbyBT-BoldItalic
    /SymbolMT
    /SymbolProportionalBT-Regular
    /Tahoma
    /Tahoma-Bold
    /Tandelle
    /Tandelle-Bold
    /Tandelle-BoldItalic
    /Tandelle-Italic
    /Teen
    /Teen-Bold
    /Teen-BoldItalic
    /Teen-Italic
    /TeenLight
    /TeenLight-Italic
    /TektonPro-Bold
    /TektonPro-BoldCond
    /TektonPro-BoldExt
    /TektonPro-BoldObl
    /TempusSansITC
    /TimesNewRomanMT-ExtraBold
    /TimesNewRomanPS
    /TimesNewRomanPS-Bold
    /TimesNewRomanPS-BoldItalic
    /TimesNewRomanPS-BoldItalicMT
    /TimesNewRomanPS-BoldMT
    /TimesNewRomanPS-Italic
    /TimesNewRomanPS-ItalicMT
    /TimesNewRomanPSMT
    /Times-RomanSC
    /Times-Semibold
    /Times-SemiboldItalic
    /TraditionalArabic
    /TraditionalArabic-Bold
    /TrajanPro-Bold
    /TrajanPro-Regular
    /Trebuchet-BoldItalic
    /TrebuchetMS
    /TrebuchetMS-Bold
    /TrebuchetMS-Italic
    /Tunga
    /Tunga-Bold
    /Tunga-Regular
    /TwCenMT-Bold
    /TwCenMT-BoldItalic
    /TwCenMT-Condensed
    /TwCenMT-CondensedBold
    /TwCenMT-CondensedExtraBold
    /TwCenMT-Italic
    /TwCenMT-Regular
    /TypoUprightBT-Regular
    /UniversalMath1BT-Regular
    /Utsaah
    /Utsaah-Bold
    /Utsaah-BoldItalic
    /Utsaah-Italic
    /Vani
    /Vani-Bold
    /VelvendaCooler
    /VenusRising
    /Verdana
    /Verdana-Bold
    /Verdana-BoldItalic
    /Verdana-Italic
    /Vijaya
    /Vijaya-Bold
    /VinerHandITC
    /Viva-BoldExtraExtended
    /Vivaldii
    /Viva-LightCondensed
    /Viva-Regular
    /VladimirScript
    /Vrinda
    /Vrinda-Bold
    /Waker
    /Webdings
    /WickendenCafeNDP
    /WickendenCafeNDPBold
    /WickendenCafeNDPBoldItalic
    /WickendenCafeNDPItalic
    /WindsorBT-Elongated
    /WindsorBT-Light
    /WindsorBT-LightCondensed
    /WindsorBT-Outline
    /WindsorBT-Roman
    /Wingdings2
    /Wingdings3
    /Wingdings-Regular
    /WoodtypeOrnaments-One
    /WoodtypeOrnaments-Two
    /WP-ArabicScriptSihafa
    /WP-ArabicSihafa
    /WP-BoxDrawing
    /WP-CyrillicA
    /WP-CyrillicB
    /WP-GreekCentury
    /WP-GreekCourier
    /WP-GreekHelve
    /WP-HebrewDavid
    /WP-IconicSymbolsA
    /WP-IconicSymbolsB
    /WP-Japanese
    /WP-MathA
    /WP-MathB
    /WP-MathExtendedA
    /WP-MathExtendedB
    /WP-MultinationalAHelve
    /WP-MultinationalARoman
    /WP-MultinationalBCourier
    /WP-MultinationalBHelve
    /WP-MultinationalBRoman
    /WP-MultinationalCourier
    /WP-Phonetic
    /WPTypographicSymbols
    /ZapfDingbatsITCbyBT-Regular
    /ZapfElliptical711BT-Bold
    /ZapfElliptical711BT-BoldItalic
    /ZapfElliptical711BT-Italic
    /ZapfElliptical711BT-Roman
    /ZapfHumanist601BT-Bold
    /ZapfHumanist601BT-BoldItalic
    /ZapfHumanist601BT-Demi
    /ZapfHumanist601BT-DemiItalic
    /ZapfHumanist601BT-Italic
    /ZapfHumanist601BT-Roman
    /ZapfHumanist601BT-Ultra
    /ZapfHumanist601BT-UltraItalic
    /ZurichBT-Black
    /ZurichBT-BlackExtended
    /ZurichBT-BlackItalic
    /ZurichBT-Bold
    /ZurichBT-BoldCondensed
    /ZurichBT-BoldCondensedItalic
    /ZurichBT-BoldExtended
    /ZurichBT-BoldExtraCondensed
    /ZurichBT-BoldItalic
    /ZurichBT-ExtraBlack
    /ZurichBT-ExtraCondensed
    /ZurichBT-Italic
    /ZurichBT-ItalicCondensed
    /ZurichBT-Light
    /ZurichBT-LightCondensed
    /ZurichBT-LightCondensedItalic
    /ZurichBT-LightExtraCondensed
    /ZurichBT-LightItalic
    /ZurichBT-Roman
    /ZurichBT-RomanCondensed
    /ZurichBT-RomanExtended
    /ZurichBT-UltraBlackExtended
    /ZWAdobeF
  ]
  /NeverEmbed [ true
  ]
  /AntiAliasColorImages false
  /CropColorImages true
  /ColorImageMinResolution 300
  /ColorImageMinResolutionPolicy /OK
  /DownsampleColorImages true
  /ColorImageDownsampleType /Bicubic
  /ColorImageResolution 300
  /ColorImageDepth -1
  /ColorImageMinDownsampleDepth 1
  /ColorImageDownsampleThreshold 1.50000
  /EncodeColorImages true
  /ColorImageFilter /DCTEncode
  /AutoFilterColorImages true
  /ColorImageAutoFilterStrategy /JPEG
  /ColorACSImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /ColorImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /JPEG2000ColorACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /JPEG2000ColorImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /AntiAliasGrayImages false
  /CropGrayImages true
  /GrayImageMinResolution 300
  /GrayImageMinResolutionPolicy /OK
  /DownsampleGrayImages true
  /GrayImageDownsampleType /Bicubic
  /GrayImageResolution 300
  /GrayImageDepth -1
  /GrayImageMinDownsampleDepth 2
  /GrayImageDownsampleThreshold 1.50000
  /EncodeGrayImages true
  /GrayImageFilter /DCTEncode
  /AutoFilterGrayImages true
  /GrayImageAutoFilterStrategy /JPEG
  /GrayACSImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /GrayImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /JPEG2000GrayACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /JPEG2000GrayImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /AntiAliasMonoImages false
  /CropMonoImages true
  /MonoImageMinResolution 1200
  /MonoImageMinResolutionPolicy /OK
  /DownsampleMonoImages true
  /MonoImageDownsampleType /Bicubic
  /MonoImageResolution 1200
  /MonoImageDepth -1
  /MonoImageDownsampleThreshold 1.50000
  /EncodeMonoImages true
  /MonoImageFilter /CCITTFaxEncode
  /MonoImageDict <<
    /K -1
  >>
  /AllowPSXObjects false
  /CheckCompliance [
    /None
  ]
  /PDFX1aCheck false
  /PDFX3Check false
  /PDFXCompliantPDFOnly false
  /PDFXNoTrimBoxError true
  /PDFXTrimBoxToMediaBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXSetBleedBoxToMediaBox true
  /PDFXBleedBoxToTrimBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXOutputIntentProfile (None)
  /PDFXOutputConditionIdentifier ()
  /PDFXOutputCondition ()
  /PDFXRegistryName ()
  /PDFXTrapped /False

  /CreateJDFFile false
  /Description <<

    /BGR <>
    /CHS <FEFF4f7f75288fd94e9b8bbe5b9a521b5efa7684002000410064006f006200650020005000440046002065876863900275284e8e9ad88d2891cf76845370524d53705237300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c676562535f00521b5efa768400200050004400460020658768633002>
    /CHT <FEFF4f7f752890194e9b8a2d7f6e5efa7acb7684002000410064006f006200650020005000440046002065874ef69069752865bc9ad854c18cea76845370524d5370523786557406300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c4f86958b555f5df25efa7acb76840020005000440046002065874ef63002>
    /CZE <>
    /DAN <>
    /DEU <>
    /ESP <>
    /ETI <>
    /FRA <>
    /GRE <>

    /HRV (Za stvaranje Adobe PDF dokumenata najpogodnijih za visokokvalitetni ispis prije tiskanja koristite ove postavke.  Stvoreni PDF dokumenti mogu se otvoriti Acrobat i Adobe Reader 5.0 i kasnijim verzijama.)
    /HUN <>
    /ITA <>
    /JPN <FEFF9ad854c18cea306a30d730ea30d730ec30b951fa529b7528002000410064006f0062006500200050004400460020658766f8306e4f5c6210306b4f7f75283057307e305930023053306e8a2d5b9a30674f5c62103055308c305f0020005000440046002030d530a130a430eb306f3001004100630072006f0062006100740020304a30883073002000410064006f00620065002000520065006100640065007200200035002e003000204ee5964d3067958b304f30533068304c3067304d307e305930023053306e8a2d5b9a306b306f30d530a930f330c8306e57cb30818fbc307f304c5fc59808306730593002>
    /KOR <FEFFc7740020c124c815c7440020c0acc6a9d558c5ec0020ace0d488c9c80020c2dcd5d80020c778c1c4c5d00020ac00c7a50020c801d569d55c002000410064006f0062006500200050004400460020bb38c11cb97c0020c791c131d569b2c8b2e4002e0020c774b807ac8c0020c791c131b41c00200050004400460020bb38c11cb2940020004100630072006f0062006100740020bc0f002000410064006f00620065002000520065006100640065007200200035002e00300020c774c0c1c5d0c11c0020c5f40020c2180020c788c2b5b2c8b2e4002e>
    /LTH <>
    /LVI <>
    /NLD (Gebruik deze instellingen om Adobe PDF-documenten te maken die zijn geoptimaliseerd voor prepress-afdrukken van hoge kwaliteit. De gemaakte PDF-documenten kunnen worden geopend met Acrobat en Adobe Reader 5.0 en hoger.)
    /NOR <>
    /POL <>
    /PTB <>
    /RUM <>
    /RUS <>
    /SKY <>
    /SLV <>
    /SUO <>
    /SVE <>
    /TUR <>
    /UKR <>
    /ENU (Use these settings to create Adobe PDF documents best suited for high-quality prepress printing.  Created PDF documents can be opened with Acrobat and Adobe Reader 5.0 and later.)
  >>
  /Namespace [
    (Adobe)
    (Common)
    (1.0)
  ]
  /OtherNamespaces [
    <<
      /AsReaderSpreads false
      /CropImagesToFrames true
      /ErrorControl /WarnAndContinue
      /FlattenerIgnoreSpreadOverrides false
      /IncludeGuidesGrids false
      /IncludeNonPrinting false
      /IncludeSlug false
      /Namespace [
        (Adobe)
        (InDesign)
        (4.0)
      ]
      /OmitPlacedBitmaps false
      /OmitPlacedEPS false
      /OmitPlacedPDF false
      /SimulateOverprint /Legacy
    >>
    <<
      /AddBleedMarks false
      /AddColorBars false
      /AddCropMarks false
      /AddPageInfo false
      /AddRegMarks false
      /ConvertColors /ConvertToCMYK
      /DestinationProfileName ()
      /DestinationProfileSelector /DocumentCMYK
      /Downsample16BitImages true
      /FlattenerPreset <<
        /PresetSelector /MediumResolution
      >>
      /FormElements false
      /GenerateStructure false
      /IncludeBookmarks false
      /IncludeHyperlinks false
      /IncludeInteractive false
      /IncludeLayers false
      /IncludeProfiles false
      /MultimediaHandling /UseObjectSettings
      /Namespace [
        (Adobe)
        (CreativeSuite)
        (2.0)
      ]
      /PDFXOutputIntentProfileSelector /DocumentCMYK
      /PreserveEditing true
      /UntaggedCMYKHandling /LeaveUntagged
      /UntaggedRGBHandling /UseDocumentProfile
      /UseDocumentBleed false
    >>
  ]
>> setdistillerparams
<<
  /HWResolution [2400 2400]
  /PageSize [612.000 792.000]
>> setpagedevice




